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PROJECT DEFINITION

While we will address this request as a single
project, the State funds and donations will
generally be used as follows:

• The State funds will be used to correct many
deficiencies identified in a Building Condition
Assessment obtained by the Division of
Facilities Construction and Management. 
Besides connecting the building to the central
chilled water system, the following systems do
not meet code and would be upgraded:

N Electrical system.
N Heating and ventilation system.
N Structural system.

• The donation will fund many enhancements to
the functionality of the building including:

N Upgrade and the expansion of the locker
rooms.

N Development of usable space in the
basketball court balconies.

N Redefined and upgraded use for the old
racquetball courts.

Although they will construct no additional space,
the University is requesting an adjustment to its
operations and maintenance budget for this facility. 
This will bring the funding level up to current
requirements.

PROJECT NEED

The existing facility was constructed in 1962 and
has never been renovated.  The building’s systems
are worn out, inadequate and out of code.  The
building has numerous life safety and other code
violations.

• The electrical system is worn out and
undersized.

• The ventilation system would spread smoke
instead of controlling it.

• The building would suffer significant damage in
a seismic event.

• Accessibility for the disabled is poor with some
areas not accessible at all.

Only 5% of the building is currently air conditioned. 
The project would provide air conditioning for the
entire building.  This combined with the functional
enhancements will significantly increase the
utilization of the facility.

The project will significantly improve the energy
efficiency of the existing systems in the building. 
As well as, improving and enhancing the 
functionality and utilization of the building.

PROJECT SUMMARY

Project Area

• Space Type: Existing Educational Facility
• Assignable Area: 63,495 sf
• Total Area: 96,341 sf
• Efficiency: 65.9%

Project Schedule

• Cost Date: January 2003
• Anticipated Begin Design April 2003
• Anticipated Bid Date: September 2003
• Anticipated Construction Completion: March 2005
• Anticipated Occupancy Date: June 2005

Anticipated Project Costs

• Total Construction Cost: $6,808,555
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ARCHITECTURAL SUMMARY

The Swenson Gymnasium is a two-story building
with basement and sub-basement levels.  The brick
and concrete building, constructed of wood and
steel framing, supports several activities.  Each
floor is designed to support sport and recreational
activities ranging from archery and basketball to
volleyball and yoga.  This 96,341 gross square foot
building was originally constructed in 1962.  Since
then, no major renovations have taken place.  This
facility is connected to the new Health and Physical
Education Center Building to the west.

Exterior Structure1

The existing windows are a mixture of original,
aluminum frame windows and steel frame units.  In
either case, the windows are original and timeworn. 
Some glass is cracked, and the steel is rusting. 
These window units need to be upgraded with new
thermal pane, aluminum frame, retrofit windows. 
Consideration should be given to reducing glazing
in the northern face of the building to improve
energy efficiency.

The exterior service doors of this building are
damaged and aged.  New flush, hollow metal,
exterior grade personnel doors are needed.  The
weather protection of the main entrance has failed. 
It is recommended that the storefront for the main
entrance be replaced with a new storefront.  Also,
replace the aging overhead doors in the dance
studio with manual overhead door assemblies with
chain hoists.

FIRE / LIFE SAFETY1

No fire suppression system exists in this building. 
Although the occupied basement and sub-
basement areas are required by modern codes to
be protected by automatic fire suppression, the
building is grand fathered under current
requirements.  Major renovation work is necessary
in this facility, which will likely eliminate the validity
of this exclusion.  In addition, the remainder of the
facility would ideally be covered by a sprinkling
system.  To improve overall user safety in this
facility, the installation of a building-wide fire
suppression system is recommended.  A wet-pipe
fire sprinkler system is anticipated to be the
appropriate design for the structure.

The fire alarm system in this facility does not
comply with ADA legislation.  The present
application provides coverage for some smoke
detectors and the pull stations.  Visual alarms are
not installed according to modern standards.  The
application of full fire suppression is being advised
for this facility, which will increase the monitoring
duty of the fire alarm / detection system.  In
addition, an HVAC system redesign is also being
recommended.  Therefore, it is recommended a
digitally addressable system is installed.  The fire
alarm should include smoke and heat detectors,
manual pulls, visual / audible signals, air handler
interface, fire door interface, fire damper interface,
and remote monitoring.

The exit signs, of various styles are in average
condition.  The signs are incandescent-types,
which are not very energy-efficient and are
maintenance intensive due to more frequent lamp
burnout.  New LED exit signs are recommended to
simplify maintenance and lower energy costs.  The
signs should be powered by the shared emergency
power circuitry off the generator.

1
Excerpts taken from the “Facility Condition Analysis” by the

ISES Corporation, April 2001.
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MECHANICAL SUMMARY

HVAC2

The campus distribution network supplies steam for
hydronic media heating and for domestic water
heating.  Steam is piped through a pressure
reduction station that feeds a shell-and-tube heat
exchanger in mechanical room 66.  The total
redesign and restoration of this system is advised.

The HVAC system in this building is original and
only heats and ventilates most of the space.  Only
a small segment of front office area has air
conditioning, which was installed in 1990 as a part
of the PE building enhancement.  Present facilities
of this type are typically heated and cooled.  Work
should be coordinated with the electrical upgrades. 
The application of a fully deployed Metasys building
automation system is also advised.  The hydronic
media pumps, heat exchangers, exhaust, and
accessory subsystems should be totally replaced in
this upgrade. 

The present control system is a pneumatic / DDC
hybrid Johnson Controls DS 8500 design.  This
system has mostly original style pneumatic surface
actuation and valve modulation.  The existing
control compressor has had one drive motor and
one compressor recently replaced.  The tank, air
dryer, and other compressor are timeworn.  It is
assumed that the future control upgrade
associated with the recommended general HVAC
replacement will be a DDC / pneumatic hybrid type
of design.  Therefore, the upgrade of the HVAC
system should be accompanied by the replacement
of the control air source, including the compressor
system and refrigerated air dryer.

A considerable amount of deteriorated steam,
condensate, and hot water pipe insulation exists in
the main mechanical room.  It is recommended this
is replaced for better system performance.  In
addition, pipe fitting leaks and hand valve packing
leaks should be repaired.  Once all leaks are
repaired, the steam and hot water piping within the
mechanical room should be insulated and color-

coded with protective outer jackets.  Presently, the
lateral bracing is substandard and it is
recommended that this be improved to bring the
piping attachments and supports up to modern
seismic bracing standards.

Plumbing2

The building is fed domestic water from the
campus distribution network.  Backflow protection
is in place, as required by code, on the supply
piping system.  An additional service will be
necessary in support of the fire suppression
upgrade recommended previously.

The water supply distribution network is made up of
threaded, galvanized steel piping and fittings.  The
drain system consists of cast-iron, hub and spigot
piping.  The piping is visibly corroded and in very
poor condition.  The tap water is visibly rust
stained, and many areas of a pipe bandage are
present.  The leaking drains have also damaged a
significant amount of the interior finish.  Installation
of a new copper piping network is recommended. 
It should also include isolation valves at the
appropriate locations and be insulated.  Seismic
restraining devices should also be installed as
required.

In the restrooms and locker rooms, the porcelain
china segments of the water closets, urinals, and
lavatories are in poor condition and need to be
replaced.  The chrome-plated flush valves, lavatory
faucets, shower valves, showerheads, and chrome-
plated supply and drain connections are corroded
or visibly aged.  A universal replacement of the
chrome fixture components and all porcelain china
water fixtures is recommended.  Automatic flush
valves and lavatory valves are recommended in the
restrooms and locker areas.

Domestic hot water is produced in this facility by a
shell-and-tubed heat exchanger with steam power. 
It is accumulated and held in a replacement hot
water storage tank.  The exact age of the tank
could not be determined, but its condition implies
that it will continue to be acceptable.

2
Excerpts taken from the “Facility Condition Analysis” by the

ISES Corporation, April 2001.
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ELECTRICAL SUMMARY

Existing Power System

The existing electrical system is fed from the
campus medium voltage distribution system.  The
incoming service enters the building via a tunnel
system to the basement boiler room.  The medium
voltage cable is in a conduit.  A transformer vault is
in the boiler room. The system is fed from an oil
switch that is obsolete and dangerous to operate. 
There are three single phase  oil filled 100 kVA
transformers connected to form a 4160 V delta
primary and a 120/208V wye secondary system. 
The arrangement of the transformers does not
allow proper access and clearance.  The vault
needs to be expanded.  The medium voltage
cables feeding the building are now more than 40
years old and are at the end of their life and should
be replaced.  

The existing main panel for the secondary system,
an 800 A 120/208 V 3-phase 4-wire, is in good
shape but is old and obsolete.  The secondary
panels are obsolete and do not meet current
standards for fault current rating.  Most of the
branch wiring is not grounded.   The existing
electrical system only provides a power density of
3.5 VA/sf that is grossly undersized.  The entire
existing electrical system needs to be replaced.
The only part of the existing electrical system that
could be salvaged is part of the conduit.  However, 
since most of the masonry walls will be replaced,
the likelihood that much of the conduit could be
salvaged is slim. 

Panel E is currently not fed from the generator.  A
new generator is serving the connecting building on
the west side of the Swenson Gym.  The transfer
switches for the generator are in the basement and
accessed from the Swenson Gym boiler room.  The
generator serves minimal loads in the Swenson
Gym.  A load study must be done to see if the
generator can support additional life safety
functions and other emergency loads such as file
servers in the Swenson Gym.

Existing Lighting

Most of the existing lighting is fluorescent but the
fixtures have inefficient T-12 lamps and magnetic
ballasts.  The main gym has metal halide fixtures. 
The fixtures, while energy efficient, have different
lamp colors, are of different types, and are not up
to current standards for academic use and physical
activity.  The gyms lighting also a problem in that
metal halide lamps take up to 20 minutes to come
to full brightness and take around five minutes to
restart if power is momentarily interrupted.  Some
closets, mechanical spaces, etc. have
incandescent lighting.  The exterior lighting along
the walkway on the west side of the building is new
and will be modified only to fit building egress
reconfiguration.  There are also a few fixtures
surface-mounted to the building exterior under
eaves on the west side at the south end and on the
east end.  There are also a few surface-mounted
fixtures on the corners of the buildings and in a few
key locations.  The exterior fixtures are all obsolete
and should be replaced with more energy efficient
fixtures.  The exterior fixtures should also be
chosen for aesthetics since they are surface-mount
and will become part of the look of the building.  All
of the interior lighting must be replaced as well to
meet the energy code.  No automatic lighting
control or occupancy sensors are currently being
used.

Existing Fire Alarm

The existing fire alarm system was upgraded about
four years ago.  The system is a Notifier
addressable system with analog self adjusting
smoke detectors.  Many fire alarm horn/strobes,
pull stations, etc. are surface-mounted and fed
from a surface conduit or surface raceway
(Wiremold).  The system can be reused but most
of the smoke detectors, horn/strobes, etc. will be
relocated and some new devices will be added for
the reconfigured spaces.  The building will be
sprinkled as part of the upgrade so new flow and
tamper switches will be added.  Also, new duct
detectors and other devices will be added for the
new mechanical equipment.
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Existing Auxiliary Systems

The incoming phone service comes into the
southeast corner of the boiler room from the west
via a 1-1/2" conduit.  This conduit is undersized. 
The existing voice and data systems are
insufficient and would not meet current standards. 
Most of the voice and data cabling will also be
removed when the existing walls are removed. 
New data closets will be provided and the main
telephone board should be moved to a location that
is easier to reach and is clean.  

The existing campus wide clock system is Simplex. 
The clock system will be extended to the
remodeled building.  Care should be taken to make
sure the signal strength to the building is sufficient
for the new clocks to operate correctly.

There is no paging system in the building. 

Currently several cameras are covering interior
corridors.  A security system sounds an audible
alarm if someone exits an uncontrolled door.

ACCESSIBILITY3

The interior doors to the offices, storage and
supply rooms are knob actuated.  To make the
accessible routes fully accessible to visitors who
have difficulty grasping objects, the application of
lever actuated door hardware is proposed.  It is
recommended that lever actuated handles be
installed on all doors that currently have knob
hardware.

The current interior and exterior stairs have
noncompliant handrails and low guardrails. 
Installation of additional painted metal hand railing
on both sides of the stair flights, and attachment of
a top rail to raise the height of the stair guardrails
to forty-two inches must be done to meet current
building code requirements.  Around the exterior of
the building, barriers should be constructed at the
underside of intermediate walkways to meet
current requirements for the visually impaired.

Present ADA legislation regarding building
accessibility by the physically disabled requires that
if drinking fountains are provided, half these
fountains, but at least one, be designed for use by
those in wheelchairs and persons who have trouble
stooping.  The drinking fountains on every level of
this gym are single level units.  To comply with the
intent of this legislation, it is recommended that half
the existing drinking fountains be replaced with
dual level, refrigerated units.

The restrooms in this facility have been modified
from the original construction to gain compliance
with some ADA standards.  To continue this effort,
more modifications need to be made to meet the
needs of the physically challenged.  The mirrors
and lavatories are in good condition, but one of
each in the mens and womens restrooms must be
upgraded to meet ADA requirements.

3
Excerpts taken from the “Facility Condition Analysis” by the

ISES Corporation, April 2001.
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INTERIOR / FINISH SYSTEMS4

There are painted walls throughout this facility. 
The interior finishes are in poor condition and it is
recommended that all previously painted surfaces
be repainted.  Minor repairs should be completed
before the painting begins.

The ceilings vary in design and material, from
space to space, and floor to floor.  There are some
small and some big grid systems.  Many ceiling
tiles, despite size or design, are dirty and stained. 
Roof leaks and similar problems have damaged
many ceiling tiles.  In addition, none of the ceilings
appear to be properly seismically braced. 
Therefore, a complete ceiling system replacement
and redesign are recommended.  The ceiling work
should compliment the recommended mechanical
and fire safety upgrades.  The new ceilings must
also meet current seismic code requirements.

Much of the interior space had been finished with
vinyl floor tile.  In some instances, the VCT has
been covered with carpet.  The floor finishes under
the carpet and in the restrooms is suspected to be
a vinyl asbestos tile.  The floor tiles and mastic
have been tested and the presence of asbestos
has been confirmed.  All confirmed asbestos
containing materials should be handled according
to industry standards for such materials before the
start of construction.

There is carpet in approximately one-quarter of this
facility.  The carpet in the classrooms, conference
rooms, and some offices is visibly worn. 
Experience has shown that carpeting installations
in facilities that have similar traffic patterns reach
the end of their useful service lives in about seven
to ten years.  A universal carpet replacement in this
facility is advised.

4
Excerpts taken from the “Facility Condition Analysis” by the

ISES Corporation, April 2001.
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ARCHITECTURAL PLANNING

Internal Circulation

The following drawings show the building in its
original configuration.  Internal circulation is driven
by the basic layout and relationship between the
gymnasium and the locker rooms.
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Floor Plan Analysis

The following drawing represent the possible
reconfiguration of the building after the building
systems are upgraded.
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Building Capacity

The table below shows the capacity of assignable
spaces within the building: it includes the design
load of students using classroom seats, instruction
lab stations, seats in lounge and common areas,
and the number of full-time faculty and staff with
assigned space.  In addition, many part-time staff
and adjunct faculty will be working in the building,
but providing an accurate count of part-time
capacity is impossible.
    

CAPACITY PER CLASS HOUR BY SPACE

Space Type Students Faculty/Staff

Instructional Labs 218 6

Classrooms 372 7

Faculty Work Room 0 8

Faculty Offices 2 22

Lounges & Commons 20 0

TOTALS 612 43

Space Type Summary

The table below summarizes the types and number
of spaces and the net area of each space type.

SPACE TYPE SUMMARY

Space Type Number Net Area

Private Offices 23 3,249 sf

Open Workstations 8 536 sf

Copy / Work Rooms 2 500 sf

Conference Rooms 2 500 sf

Storage Rooms 6 1,504 sf

Gymnasium 1 15,611 sf

Classrooms 7 9,499 sf

Instructional Labs 5 10,380 sf

Swimming Pool 1 6,376 sf

Locker Rooms 8 7,509 sf

Specialized Spaces 4 5,005 sf
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Space Standards
The standardization of space allocations for
equivalent functions has been a goal of the
programming process.  We recommend the
following standards be followed.

SPACE STANDARDS

Private Offices

Chairperson / Director 150 sf

Faculty / Professional Staff 120 sf

Open Workstations

Secretary 100 sf

Staff Assistant 80 sf

Group Spaces

Small Conference (per person <20) 25 sf

Waiting (per person) 15 sf

Classrooms & Labs (per student station)

Classrooms 25-30 sf

Instructional Labs 40-75 sf

Architectural Design Criteria

the latest edition of the “Weber State University
Design and Construction Standards for Architects
and Engineers” provides a detailed listing of the
applicable standards and processes, and are
incorporated in this program by reference.  Any
deviation from these standards will require the
express written approval of the State Division of
Facilities Construction and Management, and, as
applicable, the appropriate code review authority.

APPLICABLE CODES & STANDARDS
for DESIGN & CONSTRUCTION

Applicable Codes and Standards

Materials, design and construction will conform to
standards established by Weber State University
and the State Division of Facilities Construction and
Management.  In addition, it will conform to all
building, life-safety, accessibility, and energy codes
adopted by the State of Utah at the time of design
and construction, whether or not they are
specifically referenced in this document.  If there
are conflicting standards, code provisions or
regulations, the most stringent will govern unless
such requirement is waived in writing by Weber
State University and the Utah State Division of
Facilities Construction and Management.

• 2000 International Building Code - (with Utah
amendments)

• 2000 International Mechanical Code - (with
Utah amendments)

• 2000 International Plumbing Code - (with Utah
amendments)

• ASHRAE 90.1 1999
• 2000 International Fire Code.
• National Electrical Code - (Current edition)
• American Society of Heating Refrigeration, and

Air Conditioning Engineers (ASHRAE)
• Life Safety Code
• State of Utah Boiler & Pressure Vessel Rules &

Regulations
• American Society of Mechanical Engineers

(ASME)
• National Electrical Safety Code
• American Society of Testing & Material (ASTM)
• Occupational Safety & Health Administration

(OSHA)
• National Fire Protection Association (NFPA)
• “Design and Construction Standards for

Architects and Engineers” for Weber State
University.

• “Design Criteria,” Department of Facilities and
Construction Management, State of Utah,
Department of Administrative Services
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Code Review (2000 IBC)

Occupancy
(Chapter 3)
• A-4 Assembly uses for viewing of indoor

sporting events and activities
• A-3 Assembly uses not classified as A-4
• B Offices, classrooms, accessory spaces
• B Mechanical and storage incidental to

other occupancies

Occupancy Separation
(Table 302.3.3)
• A-4 to A-3 0 hour
• A-4 to B 2 hour
• A-3 to B 2 hour

(Exception b)
• Storage rooms over 100 sf 0 hour

to other areas w/ sprinkler system

Incidental Use Area Separation Required
(Table 302.1.1)
• Furnace room over 0 hour

400,000 btu/hr input w/ sprinkler system

(Table 302.1.1)
• Storage room over 100 sf 1 hour

to assembly areas

Type of Construction
(Chapter 6)
• Type V-A 

Frontage
(506.2)
• Open Perimeter 782 lf
• Total Perimeter 986 lf
• Percent Open 79.3%

Occupancy Separation Required
• Yes, to the 1980's Addition

Fire Sprinklers
• Yes

Stories Allowed
(Table 503)
• A-4 2 stories
• A-3 2 stories
• B 4 stories

Allowable Building Area
Occupancy A-4 A-3 B

Program Area 22,565 32,392 41,383

Allowable Area 11,500 11,500 18,000
(Table 503)

Frontage Incr. 53.4% 54.3% 54.3%
(506.2)

Multi-Story Incr. 300% 300% 300%
(503.3)

Sprinkler Incr. 200% 200% 200%
(506.3)

Tot. Allow. Area 106,467 106,467 166,644

Actual/Allowable 0.23 0.32 0.26
(302.3.3)

Total: 0.80 is less than 1

Fire-Resistive Requirements
(Table 601)
• Structural frame 0 hr

Including columns, girders, trusses

• Bearing walls:
N Exterior 0 hr
N Interior 0 hr

• Nonbearing walls and partitions
N Exterior 0 hr

(Table 602) (assuming 30' fire separation)

N Interior Non-combustible construction
(section 602)

• Floor construction 0 hr
Including supporting beams and joists

• Roof construction 0 hr
Including supporting beams and joists
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ARCHITECTURAL ALTERNATES

If additional funding is available, the first Additive
Alternate should be the addition of a three-lane
running track at the balcony level.  So as not to
reduce the area of the north and south balconies,
this track should be suspended from the roof
structure.  On the west side, the running track will
replace the existing catwalk that connects the north
and south balconies with the elevator.  On the east
side, the track will run through the old ticket
office/lobby area.  This will afford an outside view
once each lap.  The running track serves as the
connection between the north and south balconies
and the elevator.

The second Additive Alternate should be the
replacement of the existing “Yard” pool with a
“Meter” pool.  There is not space for eight lanes, so
only six will be provided.  The original pool has pipe
tunnels around all sides.  These should be
removed with the pool.  Current pool technology
means the new pool will be directly buried.

CONSTRUCTION PHASING

Because all of the locker rooms for the Swenson
Gym/HPEC are located in the Swenson Gym, the
old wrestling room will be converted into new locker
rooms before the general demolition.  Work on
both sides of the hall between the Swenson Gym
and the HPEC should be done simultaneously.

This level, which is two stories below grade, is to
low to reach a sanitary sewer without considerably
deep trenching to reach a man hole on the south
side of the HPEC.  It is recommended that a duplex
sewage ejector pump be installed to lift the sewage
up one level to connect into the sanitary sewer in
the floor above in the Swenson Gym.  All hot and
cold water, and HVAC needs to come from the
HPEC.  In addition, a means of providing exhaust
from this space needs to be provided.  There is a
light well to the classroom just above this space
that is the closest connection to the exterior.

The State and Campus Fire Marshals have agreed
to considering the connecting hall an intervening
space, so no exit is required through the Swenson
Gym during construction.
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STRUCTURAL BASIS FOR DESIGN

The Swenson Gymnasium was evaluated as part of
a 1991 Seismic Vulnerability Assessment of Weber
State University buildings.  This study, completed
by Reaveley Engineers & Associates, assigned the
building a seismic performance rating of “POOR”
and estimated retrofit costs to be $1,655,000.  The
evaluation was very limited in scope and was only
intended to identify those buildings that are
potentially vulnerable to seismic forces, and assign
order of magnitude costs to potential upgrades. 
The 1991 report is included in Appendix B
describes the evaluation process in greater detail.

At this time, no additional analysis or evaluation
has been performed.  No in-depth seismic
evaluation has been completed on the building.  All
assessments of potential deficiencies and possible
upgrade measures are based entirely on
experience in upgrading similar buildings and on
engineering judgement.  We would advise that a
detailed analysis be completed and specific
deficiencies be identified prior to the expenditure of
any retrofit dollars.

Building Description

The Swenson Gymnasium is approximately 96,000
square foot building that was completed in 1962. 
This means that the building would have been
designed under the requirements of the 1958
Uniform Building Code.  At that time Utah was
designated as seismic zone 2.  The seismic design
requirements were very minimal at that time.  The
seismic requirements were actually part of the
Appendix to the code, which was not adopted
locally.

The building is supported on reinforced concrete
spread footings.  The building has a basement
level which is concrete slab on grade.  The main
floor areas of the building are constructed of
precast concrete double Tees with a 2” thick
concrete topping.  Reinforced concrete walls,
beams and columns support the double Tees. 
There is a balcony level that is also formed using
precast concrete double Tees.  The bleachers at
the balcony area consist of precast seating

sections supported by cast-in-place concrete
beams.  The low roof structure on the west side of
the building is also of precast concrete double T
construction with no topping slab indicated.  The
high roof portions of the building are constructed of
tapered steel long span girders supporting a wood
3x6 tongue and groove decking.  There are a
number of CMU walls within the building that
appear to be unreinforced.

Deficiencies

The following items appear to be seismic
deficiencies.  It should be noted again that no
formal calculations have been generated as part of
this assessment.  A detailed analytical evaluation
may determine additional deficiencies that have not
been noted.

• Lack of diaphragm shear capacity at high wood
roofs.

• Lack of shear transfer load path from roof deck
to concrete walls at east and west sides of high
roof over gym.

• Lack of load path from roof deck to concrete
walls at east and west sides of the natatorium
due to clerestory windows.

• Lack of lateral resistance at north side of
natatorium.  The entire north wall is glass with
no apparent frames, braces, shear walls, etc.

• Lack of shear transfer load path at precast
double T support points.  The only connection
at the typical double T support as at the base of
the stem.  This connection provides no path for
transferring horizontal shear from the double T
flange into the supporting shear wall.

• Lack of shear transfer between adjacent double
Tees.  The typical flange connection between
adjacent double Tees consists of a flat plate
embedded in the edge of each flange with a
section of rebar placed between and welded to
each embed.  This type of connection is very
brittle due to welding of reinforcing steel, and
has performed poorly in major seismic events.
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• Lack of load path from roof deck to concrete
walls at west elevation (classroom/office area)
due to clerestory windows.

• Presence of unreinforced CMU partitions. 
These walls pose a significant falling hazard
when subjected to out of plane loading.

• Lack of lateral resistance on all sides of the
mezzanine level lobby on the east side of the
building.  This lobby is glass or clerestory
window on all sides.

Potential Upgrade Measures

The following are potential upgrade measures for
the deficiencies listed above.

• Provide a plywood overlay nailed to the tongue
and groove decking below.

• Provide steel X bridging between steel girders
to transfer diaphragm shear from the roof deck
to the concrete wall.

• Provide steel braced frames or concrete infill
panels at the clerestory windows.

• Provide new steel braced frame or concrete
shear walls along this side of the building.

• Provide a new steel angle connection between
the flange of the double Tee and the concrete
wall.

• Provide fiberglass or carbon fiber reinforcing at
the flange to flange connections.

• Provide steel braced frames or concrete infill
panels at the clerestory windows.

• Remove all unreinforced masonry from the
building.

• Provide new steel braced frames or concrete
shear walls on all sides of the lobby.

Basis of Design

All new construction should conform to the
requirements of the International Building Code. 
We recommend that the design of any seismic
upgrade work be performed in accordance with
FEMA 356 “Prestandard and Commentary for the
Seismic Rehabilitation of Buildings”.

Any seismic remediation work should be made
based on the results of a comprehensive analytical
evaluation of the building’s lateral force resisting
system.  Without this type of evaluation as the
basis of any upgrade, remedial measures may be
incorporated, which improve the performance, but
fall short of meeting the full requirements at any
given location.
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MECHANICAL BASIS FOR DESIGN

General

The existing mechanical systems including all
Equipment, Piping, Ductwork, Fire Sprinkling and
Automatic Temperature Control are to be
demolished with the building interior. The only
items to remain are the swimming pool filters, pool
piping system, pool heat exchangers and the
building underground waste systems. The
underground sanitary waste and storm drain
systems must be video taped and pressure tested
at the conclusion of the demolition process to
determine their condition. Any underground lines
found defective must be abandoned and capped.
New underground sewer lines as required are to be
provided to serve the new systems.

The swimming pool supply ducts in the piping
tunnel around the swimming pool may remain if
they are examined, pressure tested and in good
condition.

Existing utilities must be valved and capped before
the demolition process.

The design and construction is to comply with the
current Utah State Division of Facilities and
Construction Management Architect Engineer
Design Guide and the Weber State University
“Design and Construction Standards for Architects
and Engineers.”

The mechanical systems for the building are to be
energy conserving and suitable for the building
occupancy. Systems and equipment are to have a
proven history of providing efficiency and optimal
energy conservation. Systems are to comply with
the ASHRAE 90.1 Energy Code.

Various alternatives for the mechanical systems
are to be considered with consideration given to
initial cost and life cycle cost implications.

Automatic temperature controls will be suitable for
the building systems and occupancy. The control
system will be Johnson Metasys for compatibility
with campus controls and energy management
system.

Utilities

Existing Utilities
The existing utilities are as follows:

• 6" sanitary sewer leaving the building near the
NW corner of the building.

• 8" storm drain leaving the building near the NW
corner of the building.

• 4" domestic water main entering the building
near the NE corner of the building.

• 6" high pressure steam & 4" condensate return
mains entering the building near the NW corner
from tunnel.

• 8" chilled water supply and return mains
entering the building near the NW corner from
tunnel.

• 3" natural gas line entering the building near
NW corner from tunnel.

• The swimming pool backwash is presently
connected to the sanitary sewer on the south
side of the building from the existing student
locker rooms.

Heating, ventilating, and air
conditioning

The building is to be heated, cooled, and ventilated
with systems suitable for the building function and
occupancy according to ASHRAE standards.

The mechanical system cost estimates are based
on the following types of systems:

Heating System
Two heat exchangers generate 180° F.  hot water
heating from the campus steam system. Separate
heat exchangers will be required to heat the pool
and provide hot water for domestic hot water
requirements.
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Cooling System
45° F. chilled water from campus chilled water
system.

• Gymnasiums:
N Central Station air handling systems with

variable speed motors for energy
conservation in low occupancy periods.
Supply air delivered at the ceiling. Return
air returned from floor level. Fresh and
return air mixing dampers, filters 30% dust
spot efficiency, heating and cooling coils.

• Locker Rooms:
N Make up air heat recovery units for 100%

fresh air supply and 100% exhaust should
be considered.

• Swimming pool:
N A dehumidifying system will be required to

control space relative humidity and
temperature. The pool area should be kept
negative in relationship to adjacent
occupied spaces to control chlorine odors.

• Office areas, classrooms:
N Central station variable air volume fan units

with variable frequency drives, fresh and
return mixed air dampers, 30% dust spot
efficiency filters, heating and cooling coils. 

N Variable air volume with reheat terminal air
boxes with pressure independent controls
have finned radiation under large window
areas.

Air Handling
Special consideration should be made to
coordinate fan systems with building time of day
use so that areas that are not in use may have their
systems shut down. Large areas such as
gymnasiums with variable loads should have
separate fan units and a means of controlling
ventilation to minimum requirements.

Heat recovery should be considered for areas such
as locker rooms with exhaust and makeup air.

The building is to be heated, cooled, and ventilated
with systems suitable for building occupancy and
with the specified air changes per hour per student.

Outside air ventilation will comply with ASHRAE
Standard 62-1 989.

Plumbing Systems
Plumbing system will be designed to meet the
International Plumbing Code as adopted by the
State of Utah, D.F.C.M. Guidelines, and WSU
Guidelines.

Domestic hot water will be heated using the
campus high pressure steam system. Shower hot
water will be limited to 110° F.

Fire Protection Systems
Fire sprinkler protection is to be provided suitable
for the building type and occupancy. Fire sprinkler
systems are to comply with NFPA, Campus Fire
Marshal and State of Utah Fire Marshal
requirements. Building fire alarm system will tie to
the central campus fire alarm system.

Design Conditions
The mechanical system will be designed to
maintain comfortable conditions according to the
Utah State Energy Code and D.F.C.M. A/E Design
Guide.
• Outside design conditions:

N Summer Winter
95°F. DB 65°F. WB 5°F. DB

• Inside design conditions:

SPACE
CGL

F.
HTG

F.
NOISE 
RC-NC

OSA
CFM/
PER

RH%
MAX

Offices 72 70 35 20 45

Conference 72 70 30 20 45

R.R./ Locker 78 70 45 15 -

Gymnasium 75 68 40 15 45

Classrooms 72 70 30 15 45

Swim. Pool 80 80 40 .5 cfm/sf 45

Pool Balcony 80 80 40 15 60
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General Mechanical Requirements

HVAC, where denoted in each Individual Space
Outline, indicates the space requires heating,
ventilating and air conditioning with room conditions
as shown previously under Design Conditions.

Room supply air requirements will be determined
using the ASHRAE Guide load calculation
procedures.

Outside air requirements will be determined using
the ASHRAE 62-1989 ventilation requirements.

See WSU Design Guidelines for Weber State
University philosophy on building design for
mechanical system general requirements.

Include steam (Vortex) meter tie4d into the
Metasys control system.

Energy Conservation
DFCM has adopted the 1999 ASHRAE 90.1
standard. In addition, the State of Utah has a policy
that requires all new State buildings to improve on
the ASHRAE 90.1 minimum requirements by 25%.

Mechanical System Commissioning
To comply with 1999 ASHRAE 90.1, the
mechanical system is required to be commissioned
according to the 1996 ASHRAE Guideline 1 “The
HVAC Commissioning Process.” The
commissioning Authority will be hired directly by the
State to oversee the commissioning. Include in the
contract documents a commissioning specification
outlining the responsibility of the commissioner and
commissioning team.

Individual Space Mechanical
Requirements

• Offices:
N 20 cfm/person min. outdoor air
N 20 cfm/person min. air circulation
N 72 degrees F. room temp. Summer
N 70 degrees F. room temp. Winter
N 20 NC/RC sound criteria
N Provide minimum of 2 watts/sw. ft.
N Misc. load for computer and video

equipment

• Conference Rooms:
N 20 cfm/person min. outdoor air.
N 20 cfm/person min. air circulation
N 72 degrees F. room temp. Summer
N 70 degrees F. room temp. Winter
N 20 NC/RC sound criteria
N Provide minimum of 2 watts/sw. ft.
N Misc. load for computer and video

equipment

• Restroom Locker Rooms:
N 5 min. air change exhaust
N 15 cfm/locker exhaust
N 78 degrees F. room temp. summer
N 75 degrees F. room temp. winter
N 40 NC/RC sound criteria

• Gymnasium Spectator Area:
N 15 cfm/person min. air circulation
N 15 cfm/person outside air when present

only
N 75 degrees F. room temp. summer
N 68 degrees F. room temp. winter
N 45 NC/RC sound criteria
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• Storage Areas:
N .5 cfm/sq. ft floor area exhaust
N 68 degrees F. room temp. winter
N Provide additional exhaust for special

equipment

• Classrooms:
N 15 cfm/person min. air circulation
N 15 cfm/person min. outdoor air
N 72 degrees F. room temp. summer
N 70 degrees F. room temp. winter
N 30 NC/RC sound criteria
N Provide 2 watts/sq. ft. misc. load for

computer and video equipment

• Swimming Pool Spectator Area:
N 15 cfm/person min. air circulation
N 15 cfm/person outside air when present

only
N 75 degrees F. room temp. summer
N 75 degrees F. room temp. winter
N 45 NC/RC sound criteria
N 6 air changes ventilation
N Room to be negative pressure

• Mechanical Room:
N 10 minute air change exhaust 
N Heat space to 65 degrees F.
N Cool space to 85 degrees F.

• Lobby / Corridor:
N 20 cfm/person min. outdoor air
N 20 cfm/person min. air circulation
N 72 degrees F. room temperature summer
N 72 degrees F. room temperature winter

• Janitor:
N Heat to 72 degrees F.
N Exhaust 10 minute air change

• Electrical Room:
N Heat to 65 degrees F.
N Provide for cooling to maintain 90 degrees

F.
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ELECTRICAL BASIS FOR DESIGN

General

The building was constructed in the early 1960s.
The existing power and lighting systems are mostly
original and are old and obsolete and will be
replaced.  The fire alarm system is fairly new and
can be reused.  However, extensive work will be
required to relocate and add smoke detectors,
horn/strobes, etc. based on the new building
design.  The voice and data systems will be
reconfigured and upgraded for the new classrooms
and remodel of other spaces.  There is currently no
paging system.  A paging/intercom system will be
added.  Consideration should be given for a new
sound system in the Dance Room.  The security
system consists of security cameras in key
corridors and door alarms.  The security system will
be reused to the extent possible but will be brought
up to campus standards.  The campus wide clock
system will be extended to the newly remodeled
spaces.  The student card system for vending,
entry to the building, and selected interior spaces
should be included.

Proposed Electrical Systems

Power System
The existing power system should be removed in
its entirety.  The building is approximately 96,000
square feet.  A building of this size would be most
efficiently served with a 277/480 V system.  To
serve the classrooms and offices, a power density
of 16 VA/sf for these areas should be used.  For
the large open gym spaces, a lower power density
can be used since there will not be as many outlets
and other 120 V devices.  A power density of 12
VA/sf should be adequate for these spaces.  To
serve the building with its new functions, a new
1600 A, 277/480 V, 3-phase, 4-wire system should
be installed. To serve the 120 V loads such as
computers, general purpose outlets, electronic
equipment, etc. plus existing 208V pool equipment,
either a single 500 kVA transformer or
approximately 500 kVA worth of distributed
transformers would be required.

A new 1000 kVA pad-mounted, transformer will be
required.  The least expensive and easiest to
maintain place for the new transformer would be
outside near the boiler room entrance or
somewhere near the northwest corner of the
building.  The transformer could be placed in a
vault provided a means to get the transformer in
and out is provided.
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A new medium voltage switch will be required to
replace the existing oil switch.  The existing
transformer vault could be used for this purpose. 
The switch should be a vacuum switch with SF6
gas insulation, vault-mounted on a three foot
pedestal with 200 A load break elbows.  

New medium voltage cable will be required to serve
the building.  The cable will be copper, EPR, 133%
insulation, 15 kV, MV-105.  Either provide conduit
with three 15 kV cables with a copper tape shield
and a ground conductor with THWN insulation
sized the same as the phase conductors or provide
triplexed MC cable with fire-resistant PVC jacket.

A new electrical room with a new main panel, 480-
120/208V transformer, 120/208 V distribution
panel, branch panels, and lighting control panels
will be required in the existing boiler room.  (Note
that the entire service and electrical room could be
moved if the medium voltage cable is extended to
the new location.) The new main service entrance
panel should be 1600 A, 277/480 V, 3-phase.  

277/480 V branch panels should be distributed
throughout the building with approximately one
panel for every 20,000 sf.  The main panel should
serve either a 277/480 V distribution panel or motor
control center for the new mechanical equipment. 
120/208 V branch panels will also be required to be
distributed throughout the building with
approximately one panel for every 5,000 sf.  

Mechanical equipment requiring variable frequency
drives (VFDs) must comply with DFCM standards
for VFDs included in the “Design Criteria for
Architects and Engineers” posted on the DFCM
web site.

The panel serving the exterior lighting is to be
GFCI protected.  GFCI protection will also be
required for the pool lighting, outlets and other
equipment as required by the NEC.

Classrooms and similar spaces should have a
minimum of two general purpose outlets per wall
with additional outlets and associated voice/data or
data jacks for the instructor or for other computers
and equipment.  Provisions should be made for an
overhead projector with power in the ceiling and at
powered roll down screens (if used) and conduit
running from the projector to the instructor’s station
computer.  Power should be supplied at all TV
locations.

Offices should have at least one outlet per wall with
a voice/data jack in the corner opposite the door or
as required for the anticipated furniture.

In the gym, power for the new scoreboards should
be provided and control wiring routed from the
scoreboards to the scorer’s table.  Wire cages
should be provided to protect the scoreboards.

Locker rooms, toilet rooms, janitors’ closets, the
building exterior, and other locations within 6' of a
water source are to have GFCI outlets.

Overall, there should be no more than eight outlets
per circuit to meet DFCM standards.  Also, all
circuits serving computers should have no more
than four outlets.  

There is an emergency “code blue” phone at the
southwest corner of the building by the parking lot
that current has a problem of tripping the circuit. 
The emergency phone must be rewired to the
emergency power system and put on a GFCI
circuit.  

Emergency power for life safety systems and data
systems servers will be provided by the existing
generator.  A generator load study is to be done to
confirm that the required capacity for the Swenson
Gym will be adequate.

Include sub-meters tied into the Metasys control
system (KW+KWH).
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Lighting and Lighting Control
The new lighting must meet the requirements of
ASHRAE 90.1-1999 that requires lighting to comply
with the listed lighting power densities and requires
lighting control for every enclosed space.  

To meet the lighting power density requirements,
efficient lighting sources must be used throughout
the building.  Primarily T8 lamps and electronic
ballasts are to be used.  Compact fluorescent
fixtures with electronic ballasts can also be used. 
To solve the problem of a delayed restart of the
existing metal halide fixtures in the gym, either HID
lighting with instant restrike or high bay fixtures with
compact fluorescent sources is to be used.  All
lighting and signage in the gym are to have wire
guards or similar protection against impacts from
balls of all sizes.

The gym lighting must comply with the
requirements of the “IES RP6, Recommended
Practice for Sports and Recreational Area
Lighting.”  Lighting should be designed for Class I
and Class II Play for college events.  For Class II
Play, the fixtures to remain on should be in the
pattern shown in RP6.

All other spaces should be designed to comply with
the recommendations for illumination levels and
other requirements of the “IESNA Lighting
Handbook.”

Classroom lighting must be designed to prevent
glare and allow for comfortable viewing of
televisions, projected presentations, and writing on
whiteboards.  Indirect lighting should be
considered.  As a minimum, parabolic or other
“cutoff” lighting should be provided.  Multiple level
lighting and turning off lights at the front of the
room should be considered to have lighting
appropriate for TV or projection viewing. 
Conference rooms should also have multiple
lighting levels for TV or projection viewing.  Office
lighting should be designed to reduce glare on
computer screens.  Special care should be taken
for larger office spaces or open offices.  Parabolic
or indirect fixtures should be used in those
locations.

Vandal resistant, fixtures that can withstand damp
conditions should be used in locker rooms and
rooms.  Shower fixtures must be wet-label.  Rooms
adjacent to the pool or the pool room itself should
be able to tolerate high humidity without corrosion.

To comply with ASHRAE 90.1-1999, automatic
lighting control is required for every enclosed
space.  For classrooms, offices, storage rooms,
toilet rooms, etc. occupancy sensors are to be
used.  If VAV boxes are used in the mechanical
system, an extra contact on the occupancy sensor
relay pack should be provided to switch the VAV
boxes to the unoccupied mode for the space when
no motion is detected.  For the gym, corridors, pool
and other common spaces, the existing Johnson
Metasys system is to be used for time clock control
of the lighting.  During programmed off periods,
time limited override controls should be placed in
the main office area where staff can turn the lights
on for a preset time.  The pool lighting is also to
have daylight control such that the lights over the
pool are turned off when adequate sunlight is
available.  Outdoor lighting is also to be controlled
such that the lights are turned on at dusk and off at
dawn with a photocell and then turned off during
selected hours in the middle of the night with the
Metasys system.  Accent lighting is to be separated
from security and walkway lighting such that accent
lighting can be on a different schedule.

Fire Alarm
The building is under the jurisdiction of the Utah
State Fire Marshall and the Weber State Campus
Fire Marshall and must comply with the regulations
of the Utah State Fire Marshall’s Office.  Since the
building will be sprinkled, complete coverage will
not be necessary.  Smoke detectors 30' on center
in all egress pathways will be required along with
other requirements of the IBC and NFPA. 
Horn/strobes must be added to provide complete
coverage of the building.  The existing Notifier
system is to be reused and additional devices and
wiring added to adapt to the new building design.
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Voice and Data
The voice and data systems must comply with the
EIA/TIA guidelines.  A main phone and data room
(MDF) will be established in a location that is clean
and accessible.  Smaller communications closets
(IDF) will be required if any of the cabling for data
jacks is over 290'.  A fiber backbone is to be
extended to the MDF and IDFs.  Wireless access
ports are to be placed to serve the building. 
Locations are to be coordinated with the campus
information systems (IT) group.  For hard wired
voice/data jacks, provide a 2-gang box with a
single gang mud ring and two 3/4" conduits to each
box.  DFCM standards require the conduit to run
either to the phone board/server room or to a cable
tray.  A cable tray can be provided if the new
ceilings are accessible.  Cable trays, if used,
should be routed in corridors or other spaces that
will not interfere with classes or offices when new
cables are being pulled.  Cable trays should be run
no more than 2' above an accessible ceiling to
allow safe access through the ceiling grid. 
Voice/data distribution including cabling, jacks,
patch panels, punch down blocks, etc. are to be
included in bid documents

Sound
A sound system is to be provided for the dance
room.  The system is to be able to play
prerecorded music from cassette tapes, DVDs,
MP3, etc.A sound system should also be provided
for the gym that will allow announcements, music,
etc.  Controls should be convenient to the scorer’s
location.

Clocks
Clocks are to be provided throughout the building
in common spaces.  The clocks are to be
connected to the campus wide Simplex master
clock system.  Coordination with the Simplex
vendor is required to confirm that the clock signal
from the campus main clock controller is adequate.

Security
The existing cameras will be uninstalled before
demolition.  They will be reinstalled during
construction to adapt to the new building design. 
The existing security system that sounds an
audible alarm at perimeter doors must be updated
to meet current campus standards.

Student Access Card System
A campus standard student card system will be
added to the vending machines.  Selected
perimeter doors and interior doors should be
roughed in for future electronic locking and
unlocking with the student card system.
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FORMAT OVERVIEW

The following sections contain the building program
space summaries for all the required spaces in the
new facility.  It is organized into subsections broken
down by major departmental areas and/or
categories of space type.  Following is detailed
information regarding the contents, size and
character of each space that comprise the
department and/or category.

TERMINOLOGY

The terminology used in this program is standard
terminology used by Architects.  Terms such as
NSF and GSF are related to the square footage of
spaces described in the program.  NSF is the Net
Square Footage or the area a function will occupy. 
GSF is the Gross Square Footage that includes
corridor systems, wall widths and miscellaneous
support spaces such as mechanical rooms,
restrooms, etc.  Typically in education facilities the
GSF can be derived from the NSF by using a
multiplying factor.  This factor is based on historical
trends in education facilities and standards used by
the State of Utah.  The factor used in this program
is 1.51 or 65.9% of the GSF is the NSF for new
construction.  This is an average factor of
utilization; however, the Architect should take extra
care to achieve the most efficient use of space.

The term FULL SOUND CONSTRUCTION refers
to a particular construction assembly.  This
assembly is defined as:  Metal studs extending
from the floor to the structure above, with sound
batts between studs, resilient channel on one side
of the studs, and one layer of 5/8" gypsum board
on both sides.  All penetrations are to be sealed. 
All return air grilles are to have sound boots; as are
all penetrations through sound walls.  Lay-in ceiling
panels in rooms required to have full sound
construction should be a foil faced cast tiles.  All
doors in sound walls should be gasketed (i.e.,
SOUND ISOLATION).
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ISSUE ROOM

Architectural Requirements

Space Summary
• Space Type: Enclose Office
• Area Required: As shown on plans
• Location: Lower Level B

Finishes
• Floor: Static-free carpet
• Walls: Painted gypsum board
• Ceiling: Susp. 2x4 acoustical ceiling panels
• Sound: None required

Ceiling Height
• Above Finish Floor (min.): 8'-0"

Doors
• Type: Solid core wood w/ clear finish
• Frame: Painted hollow metal w/ glazed sidelight
• Special: 8'-0"x4'-0"h stainless steel counter door

Casework / Fixed Equipment
• Coat Rack: 18"x6"x3/4" oak plate

w/ 2 dbl-prong hooks

Furnishings
• Work surface:  (1) 24"x84"
• Work surface transaction counter: (1) 14"x84"
• Work surface, angled corner: (2) 24"x36"
• Work/table surface w/ rounded end: (3) 24"x36"
• Work station shelf unit: (2) 14"x42"

6-shelves high
• Work station keyboard shelf: (2) pull-out
• Task chair: (2) 27"x28"

w/ arms, swivel, adjustable
• Waste can: (2) 14" diameter

Technical Requirement

Mechanical
• Outdoor Air: 20 CFM / person (min.)
• Air Circulation: 20 CFM / person (min.)
• Summer Design Temp.: 75° F
• Winter Design Temp.: 72° F
• Controls: DDC individual controls
• Sound Criteria: 30 (NC/RC)
• Special Systems: None required
• Plumbing: None required

Electrical
• Power: One duplex outlet every 12' with at

least one per wall (min.).
Additional capacity for equipment
listed.

• Data: Capacity for one desktop computer
(min.).
Additional equipment as listed.

• Phone: Minimum one.
• Video: Capacity for future video and audio

use.

Lighting
• Fixture Types: Fluorescent w/ electronic ballast
• Task Light: Required at all work surfaces
• Foot Candles: 75 / 30
• VCP: 70
• Controls: Auto sensor

Equipment (NIC)
• Desktop computer and laser printer.
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SPORTS/RECREATION CHECK-IN

Architectural Requirements

Space Summary
• Space Type: Open Area Check-in Desk
• Area Required: As shown on plans
• Location: Main Floor Building Entry

Finishes
• Floor: Static-free carpet
• Walls: Painted gypsum board
• Ceiling: Susp. 2x4 acoustical ceiling panels
• Sound: None required

Ceiling Height
• Above Finish Floor (min.): 9'-0"

Doors
• None required.

Casework / Fixed Equipment
• None required.

Furnishings
• Work surface:  (1) 24"x72"
• Work surface transaction counter: (1) 14"x72"
• Work surface, angled corner: (1) 24"x36"
• Work station keyboard shelf: (1) pull-out
• Task chair: (2) 27"x28"

w/ arms, swivel, adjustable
• Waste can: (1) 14" diameter

Technical Requirement

Mechanical
• Outdoor Air: 20 CFM / person (min.)
• Air Circulation: 20 CFM / person (min.)
• Summer Design Temp.: 75° F
• Winter Design Temp.: 72° F
• Controls: DDC individual controls
• Sound Criteria: 30 (NC/RC)
• Special Systems: None required
• Plumbing: None required

Electrical
• Power: One duplex outlet every 12' with at

least one per wall (min.).
Additional capacity for equipment
listed.

• Data: Capacity for one desktop computer
(min.).
Additional equipment as listed.

• Phone: Minimum one.
• Video: Capacity for future video and audio

use.

Lighting
• Fixture Types: Fluorescent w/ electronic ballast
• Task Light: Required at all work surfaces
• Foot Candles: 75 / 30
• VCP: 70
• Controls: Auto sensor

Equipment (NIC)
• Desktop computer and laser printer.
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ATHLETIC TRAINING CLASSROOM & LAB

Architectural Requirements

Space Summary
• Space Type: Instructional Lab
• Area Required: As shown on plans
• Location: Main Level

Finishes
• Floor: Carpet/Ceramic Tile
• Walls: Painted gypsum board w/ chair rail
• Ceiling: Susp. 2x2 acoustical ceiling panels
• Sound: Full sound construction

Ceiling Height
• Above Finish Floor (min.): 10'-0"

Doors
• Type: Solid core wood w/ clear finish
• Frame: Painted hollow metal w/ glazed sidelight
• Special: Sound isolation

Casework / Fixed Equipment
• Instructor console w/ podium: (1) 36"x96"

capacity for data and media use
• Custom work counter: (5) 24"x48"x30"h

workstations w/ keyboard shelf
• Base cabinet: (15 lf) 24"x36"h

w/ laminate work surface,
lockable doors & adjustable shelving

• Wall mounted cabinet: (15 lf) 12"x24"h
above base units
w/ lockable doors & adjustable shelving

• Storage cabinet: (1) 48"x24"x84"h
w/ lockable doors
& adjustable shelving

• Whiteboard: (1) 144"x48"
w/ frame, map rail and tray

• Tack board / tack surface: (2) 36"x48"
• Clock linked to master campus system: (1)
• Monitor/projector mounts/ports & cable

connections

Furnishings
• Student table: (as required) 20"x36"
• Task chair: (as required) 23"x20"

armless, swivel, adjustable
• Waste can: (2) 14" diameter

Technical Requirement

Mechanical
• Outdoor Air: 15 CFM / person (min.)
• Air Circulation: 20 CFM / person (min.)
• Summer Design Temp.: 75° F
• Winter Design Temp.: 72° F
• Controls: DDC individual controls
• Sound Criteria: 30 (NC/RC)
• Equipment Load: N7.5 (225 watts/station)
• Plumbing: Sink, floor sink, water line

Electrical
• Power: One duplex outlet every 12', with at

least one per wall on side walls, two
per wall at front and rear (min.).
Additional capacity for equipment
listed.

• Data: Capacity for one laptop computer at
each student station and console
(min.).
Additional equipment as listed.

• Phone: Capacity for future conversion to
other uses.

• Video: Capacity for future video and audio
use, including AMX reception and
EDNET transmission and reception.
Wireless microphones.

Lighting
• Fixture Types: Low glare T-8 fluorescent

w/ electronic ballast
• Task Light: Required at console
• Foot Candles: 75 / 30, 10-15 at whiteboard
• VCP: 70
• Controls: Occupancy sensors

Dimming capability at console

Equipment (NIC)
• Elmo desktop presentation unit: (1) 14"x12"x6"
• Ice maker: (1)
• Capacity for:

video monitors; overhead, opaque, slide
and film projectors; audio devices;
computer printer.
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HYDRO-THERAPY ROOM

Architectural Requirements

Space Summary
• Space Type: Instructional Lab
• Area Required: As shown on plans
• Location: Main Level

Finishes
• Floor: Ceramic mosaic tile
• Walls: Epoxy painted gypsum board 

w/ ceramic tile wainscot
• Ceiling: Epoxy painted susp. gypsum board
• Sound: Full sound construction

Ceiling Height
• Above Finish Floor (min.): 9'-0"

Doors
• Type: Solid core wood w/ clear finish
• Frame: Painted hollow metal w/ glazed sidelight
• Special: Sound control

Casework / Fixed Equipment
• In-ground hydro-therapy pool: (1) 8'-0"x12'-0"
• Dressing room: (1) 5'-0"x5'-0"

Furnishings
• None required.

Technical Requirement

Mechanical
• Refer to previous Total Facility Building

Analysis mechanical section for pool
requirements.

Electrical
• Power: One duplex outlet every 12', with at

least one per wall on side walls, two
per wall at front and rear (min.).
Additional capacity for equipment
listed.

• Data: Capacity for one laptop
computer(min.).
Additional equipment as listed.

• Phone: Capacity for future conversion to
other uses.

• Video: Capacity for future video and audio
use.

Lighting
• Fixture Types: Low glare T-8 fluorescent

w/ electronic ballast
• Task Light: None required
• Foot Candles: 75 / 30
• VCP: 70
• Controls: Occupancy sensors

Equipment (NIC)
• None required.
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FIRST-AID OFFICE

Architectural Requirements

Space Summary
• Space Type: Private Office
• Area Required: As shown on plans
• Location: Main Level

Finishes
• Floor: Static-free carpet
• Walls: Painted gypsum board
• Ceiling: Susp. 2x4 acoustical ceiling panels
• Sound: None required

Ceiling Height
• Above Finish Floor (min.): 8'-0"

Doors
• Type: Solid core wood w/ clear finish
• Frame: Painted hollow metal w/ glazed sidelight
• Special: None required

Casework / Fixed Equipment
• Coat Rack: 18"x6"x3/4" oak plate

w/ 2 dbl-prong hooks
• Whiteboard w/ frame and tray: (1) 48"x48"

Furnishings
• Work surface:  (1) 24"x60" and (1) 24"x78"
• Work surface, angled corner: (1) 24"x36"
• Work/table surface w/ rounded end: (1) 24"x36"
• Work station shelf unit: (2) 14"x48"

2-shelves high
• Work station shelf unit: (1) 14"x42"

6-shelves high
• Work station binder bin: (2) 15"x36"

w/ lockable door
• Work station keyboard shelf: (1) pull-out
• Work station tack surface: (1) 24"x36"
• 2-Drawer lateral file: (1) 18"x42"
• Task chair: (1) 27"x28"

w/ arms, swivel, adjustable
• Upholstered side chair w/ arms: (2) 24"x24"
• Exam table: (1) 24"x72"
• Waste can: (1) 14" diameter

Technical Requirement

Mechanical
• Outdoor Air: 20 CFM / person (min.)
• Air Circulation: 20 CFM / person (min.)
• Summer Design Temp.: 75° F
• Winter Design Temp.: 72° F
• Controls: DDC individual controls
• Sound Criteria: 30 (NC/RC)
• Special Systems: None required
• Plumbing: None required

Electrical
• Power: One duplex outlet every 12' with at

least one per wall (min.).
Additional capacity for equipment
listed.

• Data: Capacity for one desktop computer
(min.).
Additional equipment as listed.

• Phone: Minimum one.
• Video: Capacity for future video and audio

use.

Lighting
• Fixture Types: Fluorescent w/ electronic ballast
• Task Light: Required at all work surfaces
• Foot Candles: 75 / 30
• VCP: 70
• Controls: Auto sensor

Equipment (NIC)
• Desktop computer and laser printer.
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ADJUNCT FACULTY WORK ROOM

Architectural Requirements

Space Summary
• Space Type: Enclosed Work Room
• Area Required: As shown on plans
• Location: Main Level

Finishes
• Floor: Vinyl tile
• Walls: Painted gypsum board
• Ceiling: Susp. 2x4 acoustical ceiling panels
• Sound: None required

Ceiling Height
• Above Finish Floor (min.): 8'-0"

Doors
• Type: Solid core wood w/ clear finish
• Frame: Painted hollow metal w/ glazed sidelight
• Special: None required

Casework / Fixed Equipment
• Base cabinet: (20 lf) 24"x36"h

w/ laminate work surface,
lockable doors & adjustable shelving

• Wall mounted cabinet: (20 lf) 12"x24"h
above base units

Furnishings
• Modular Workstation: (5) 64 square feet
• Task chair w/ arms: (5) 27"x28"

swivel, adjustable
• Work station coat hook: (5) each
• Waste can: (5) 14" diameter
• Recycling receptacle: (2)

Technical Requirement

Mechanical
• Outdoor Air: 20 CFM / person (min.)
• Air Circulation: 20 CFM / person (min.)
• Summer Design Temp.: 75° F
• Winter Design Temp.: 72° F
• Controls: DDC individual controls
• Sound Criteria: 30 (NC/RC)
• Special Systems: None required
• Plumbing: None required

Electrical
• Power: One duplex outlet every 12' with at

least one per wall (min.).
One four-plex outlet per person
(min.).
Additional capacity for equipment
listed.

• Data: Capacity for one desktop computer
at each workstation (min.).
Additional equipment as listed.

• Phone: Minimum one.
• Video: Capacity for future video and audio

use.

Lighting
• Fixture Types: Fluorescent w/ electronic ballast
• Foot Candles: 75 / 30
• VCP: 70
• Controls: Auto sensor

Equipment (NIC)
• Capacity for desktop computer: (3)
• Capacity for laser printer: (1 to 2)
• Capacity for fax machine, copier, scanner,

laminating equipment, and mailing equipment
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STUDENT LOUNGE / STUDY

Architectural Requirements

Space Summary
• Space Type: Open Lounge & Study Area
• Area Required: As shown on plans
• Location: Main Level

Finishes
• Floor: Static-free carpet
• Walls: Painted gypsum board w/ chair rail
• Ceiling: Susp. 2x2 acoustical ceiling panels
• Sound: None required

Ceiling Height
• Above Finish Floor (min.): 9'-0"

Doors
• None required

Casework / Fixed Equipment
• None required

Furnishings
• Upholstered 3-Seat sofa: (4) 30"x84"
• Upholstered lounge chair w/ arms: (8) 29"x30"
• Wood side table: (4) 30"x30"
• Waste can: (2) 14" diameter

Technical Requirement

Mechanical
• Outdoor Air: 20 CFM / person (min.)
• Air Circulation: 20 CFM / person (min.)
• Summer Design Temp.: 75° F
• Winter Design Temp.: 72° F
• Controls: DDC individual controls
• Sound Criteria: 30 (NC/RC)
• Special Systems: None required
• Plumbing: None required

Electrical
• Power: One duplex outlet every 12' with at

least one per wall (min).
Additional capacity for equipment
listed.

• Data: Capacity, possible laptop use in
waiting area.

• Phone: Capacity, one public phone might be
desirable.

• Video: Capacity for future video and audio
use.

Lighting
• Fixture Types: Fluorescent w/ electronic ballast
• Table Lamps: Minimum, one at each end table
• Foot Candles: 75
• VCP: 70
• Controls: None required

Equipment (NIC)
• Table Lamps: (4) each
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BALCONY WORK-OUT AREA

Architectural Requirements

Space Summary
• Space Type: Open Area
• Area Required: As shown on plans
• Location: Balcony

Finishes
• Floor: Sealed concrete
• Walls: Re-painted existing walls
• Ceiling: None required
• Sound: None required

Ceiling Height
• Open to structure above: Height varies

Doors
• Type: Solid core wood w/ clear finish
• Frame: Painted hollow metal w/ glazed sidelight
• Special: None required

Casework / Fixed Equipment
• None required.

Furnishings
• None required.

Technical Requirement

Mechanical
• Refer to previous Total Facility Building

Analysis mechanical section for gymnasium
requirements.

Electrical
• Power: One duplex outlet every 12' with at

least one per wall (min.).
Additional capacity for equipment
listed.

• Data: Capacity for one desktop computer
(min.).
Additional equipment as listed.

• Phone: Minimum one.
• Video: Capacity for future video and audio

use.

Lighting
• Fixture Types: Fluorescent w/ electronic ballast
• Foot Candles: 75 / 30
• VCP: 70
• Controls: Auto sensor

Equipment (NIC)
• Various exercise equipment.
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EXISTING DANCE STUDIO

Architectural Requirements

Space Summary
• Space Type: Instructional Lab
• Area Required: As shown on plans
• Location: Lower Level A

Finishes
• Floor: Refinish existing wood floor
• Walls: Re-painted existing gypsum board
• Ceiling: Susp. 2x2 acoustical ceiling panels
• Sound: Full sound construction

Ceiling Height
• Above Finish Floor (min.): 10'-0"

Doors
• Type: Solid core wood w/ clear finish
• Frame: Painted hollow metal w/ glazed sidelight
• Special: Sound isolation

Casework / Fixed Equipment
• Whiteboard: (1) 144"x48"

w/ frame, map rail and tray
• Tack board / tack surface: (2) 36"x48"
• Clock linked to master campus system: (1)
• Monitor/projector mounts/ports & cable

Furnishings
• Waste can: (2) 14" diameter

Technical Requirement

Mechanical
• Outdoor Air: 15 CFM / person (min.)
• Air Circulation: 20 CFM / person (min.)
• Exhaust: For range hood
• Summer Design Temp.: 75° F
• Winter Design Temp.: 72° F
• Controls: DDC individual controls
• Sound Criteria: 30 (NC/RC)
• Equipment Load: N7.5 (225 watts/station)
• Plumbing: None required

Electrical
• Power: One duplex outlet every 12', with at

least one per wall on side walls, two
per wall at front and rear (min.).
Additional capacity for equipment
listed.

• Data: Capacity for one laptop computer at
each student station and console
(min.).
Additional equipment as listed.

• Phone: Capacity for future conversion to
other uses.

• Video: Capacity for future video and audio
use.

Lighting
• Fixture Types: Low glare T-8 fluorescent

w/ electronic ballast
• Task Light: None required
• Foot Candles: 75 / 30, 10-15 at whiteboard
• VCP: 70
• Controls: Occupancy sensors

Equipment (NIC)
• Capacity for:

video monitors; overhead, opaque, slide
and film projectors; audio devices;
computer printer.

• Sound system
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EXISTING NUTRITION CLASSROOM

Architectural Requirements

Space Summary
• Space Type: Instruction Lab
• Area Required: As shown on plans
• Location: Lower Level A

Finishes
• Floor: Carpet/Ceramic Tile
• Walls: Painted gypsum board w/ chair rail
• Ceiling: Susp. 2x2 acoustical ceiling panels
• Sound: Full sound construction

Ceiling Height
• Above Finish Floor (min.): 10'-0"

Doors
• Type: Solid core wood w/ clear finish
• Frame: Painted hollow metal w/ glazed sidelight
• Special: Sound isolation

Casework / Fixed Equipment
• Instructor console w/ podium: (1) 36"x96"

capacity for data and media use
• Base cabinet: (15 lf) 24"x36"h

w/ laminate work surface,
lockable doors & adjustable shelving

• Wall mounted cabinet: (15 lf) 12"x24"h
above base units
w/ lockable doors & adjustable shelving

• Storage cabinet: (1) 48"x24"x84"h
w/ lockable doors
& adjustable shelving

• Whiteboard: (1) 144"x48"
w/ frame, map rail and tray

• Tack board / tack surface: (2) 36"x48"
• Clock linked to master campus system: (1)
• Monitor/projector mounts/ports & cable

connections

Furnishings
• Student table: (as required) 20"x36"
• Task chair: (as requiree) 23"x20"

armless, swivel, adjustable
• Waste can: (2) 14" diameter

Technical Requirement

Mechanical
• Outdoor Air: 15 CFM / person (min.)
• Air Circulation: 20 CFM / person (min.)
• Exhaust: For range hood
• Summer Design Temp.: 75° F
• Winter Design Temp.: 72° F
• Controls: DDC individual controls
• Sound Criteria: 30 (NC/RC)
• Equipment Load: N7.5 (225 watts/station)
• Plumbing: Sink, water lines for dishwasher

& refrigerator

Electrical
• Power: One duplex outlet every 12', with at

least one per wall on side walls, two
per wall at front and rear (min.).
Additional capacity for equipment
listed.

• Data: Capacity for one laptop computer at
each student station and console
(min.).
Additional equipment as listed.

• Phone: Capacity for future conversion to
other uses.

• Video: Capacity for future video and audio
use.

Lighting
• Fixture Types: Low glare T-8 fluorescent

w/ electronic ballast
• Task Light: Required at console
• Foot Candles: 75 / 30, 10-15 at whiteboard
• VCP: 70
• Controls: Occupancy sensors

Dimming capability at console

Equipment (NIC)
• Elmo desktop presentation unit: (1) 14"x12"x6"
• Residential dishwasher, cook-top, range hood,

oven, microwave, refrigerator
• Capacity for:

video monitors; overhead, opaque, slide
and film projectors; audio devices;
computer printer; small kitchen appliances
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EXISTING GYMNASIUM

Architectural Requirements

Space Summary
• Space Type: Gymnasium
• Area Required: As shown on plans
• Location: Main Level

Finishes
• Floor: Repair soft spots, refinish & restripe
• Walls: Existing to be repainted
• Ceiling: None required
• Sound: None required

Ceiling Height
• Open to structure above: Height varies

Doors
• Type: Solid core wood w/ clear finish
• Frame: Painted hollow metal
• Special:  Magnetic hold open on main exit doors

Casework / Fixed Equipment
• Sleeves for standards: 5 sets

Furnishings
• None required.

Technical Requirement

Mechanical
• Refer to previous Total Facility Building

Analysis mechanical section for gymnasium
requirements.

Electrical
• Refer to previous Total Facility Building

Analysis electrical section for gymnasium
requirements.

Lighting
• Refer to previous Total Facility Building

Analysis electrical section for gymnasium
requirements.

Equipment (NIC)
• Motorized bleachers: 1,000 seat
• Suspended, motorized backstops: (4)
• Portable, cantilevered backstops: (2)

w/ electronic shot clock.
• Volleyball standards & net: 2 sets
• Badminton standards & net: 2 sets
• Sound system
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EXISTING SWIMMING POOL

Architectural Requirements

Space Summary
• Space Type: Enclosed Swimming Pool
• Area Required: As shown on plans
• Location: Main Level

Finishes
• Floor: Ceramic mosaic tile
• Walls: Existing to be repainted w/ epoxy paint
• Ceiling: None required
• Sound: None required

Ceiling Height
• Open to structure above: Height varies

Doors
• Type: Solid core wood w/ clear finish
• Frame: Painted hollow metal
• Special:  None required

Casework / Fixed Equipment
• None required.

Furnishings
• None required.

Technical Requirement

Mechanical
• Refer to previous Total Facility Building

Analysis mechanical section for pool
requirements.

Electrical
• Refer to previous Total Facility Building

Analysis electrical section for pool
requirements.

Lighting
• Refer to previous Total Facility Building

Analysis electrical section for pool
requirements.

Equipment (NIC)
• None required.
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CLASSROOMS

Architectural Requirements

Space Summary
• Space Type: Enclosed Classroom
• Area Required: As shown on plans
• Locations: (1) Lower Level B

(3) Lower Level A
(1) Main Level

(1) Balcony Level

Finishes
• Floor: Carpet
• Walls: Painted gypsum board w/ chair rail
• Ceiling: Susp. 2x2 acoustical ceiling panels
• Sound: Full sound construction

Ceiling Height
• Above Finish Floor (min.): 10'-0"

Doors
• Type: Solid core wood w/ clear finish
• Frame: Painted hollow metal w/ glazed sidelight
• Special: Sound isolation

Casework / Fixed Equipment
• Instructor console w/ podium: (1) 36"x96"

capacity for data and media use
• Whiteboard: (3) 144"x48"

w/ frame, map rail and tray
• Tack board / tack surface: (4) 36"x48"
• Clock linked to master campus system: (1)
• Monitor/projector mounts/ports & cable

connections

Furnishings
• Student table: (as required) 20"x36"
• Task chair, armless,: (as required) 23"x20"

swivel, adjustable
• Waste can: (2) 14" diameter

Technical Requirement

Mechanical
• Outdoor Air: 15 CFM / person (min.)
• Air Circulation: 20 CFM / person (min.)
• Summer Design Temp.: 75° F
• Winter Design Temp.: 72° F
• Controls: DDC individual controls
• Sound Criteria: 30 (NC/RC)
• Equipment Load: N7.5 (225 watts/station)
• Plumbing: None required

Electrical
• Power: One duplex outlet every 12', with at

least one per wall on side walls, two
per wall at front and rear (min.).
Additional capacity for equipment
listed.

• Data: Capacity for one laptop computer at
each student station and console
(min.).
Additional equipment as listed.

• Phone: Capacity for future conversion to
other uses.

• Video: Capacity for future video and audio
use.

Lighting
• Fixture Types: Low glare T-8 fluorescent

w/ electronic ballast
• Task Light: Required at console
• Foot Candles: 75 / 30, 10-15 at whiteboard
• VCP: 70
• Controls: Occupancy sensors

Dimming capability at console

Equipment (NIC)
• Elmo desktop presentation unit: (1) 14"x12"x6"
• Capacity for:

video monitors; overhead, opaque, slide
and film projectors; audio devices;
computer printer.
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INSTRUCTIONAL LABS

Architectural Requirements

Space Summary
• Space Type: Enclosed Classroom
• Area Required: As shown on plans
• Locations: (1) Lower Level B

(2) Balcony Level
High Performance/Fitness Center

& Physical Education/Leisure Area

Finishes
• Floor: Carpet/Ceramic Tile
• Walls: Painted gypsum board w/ chair rail
• Ceiling: Susp. 2x2 acoustical ceiling panels
• Sound: Full sound construction

Ceiling Height
• Above Finish Floor (min.): 10'-0"

Doors
• Type: Solid core wood w/ clear finish
• Frame: Painted hollow metal w/ glazed sidelight
• Special: Sound isolation

Casework / Fixed Equipment
• Instructor console w/ podium: (1) 36"x96"

capacity for data and media use
• Custom work counter: (5) 24"x48"x30"h

workstations w/ keyboard shelf
• Base cabinet: (15 lf) 24"x36"h

w/ laminate work surface,
lockable doors & adjustable shelving

• Wall mounted cabinet: (15 lf) 12"x24"h
above base units
w/ lockable doors & adjustable shelving

• Storage cabinet: (1) 48"x24"x84"h
w/ lockable doors
& adjustable shelving

• Whiteboard: (1) 144"x48"
w/ frame, map rail and tray

• Tack board / tack surface: (2) 36"x48"
• Clock linked to master campus system: (1)
• Monitor/projector mounts/ports & cable

connections
Furnishings
• Student table: (as required) 20"x36"
• Task chair: (as requiree) 23"x20"

armless, swivel, adjustable
• Waste can: (2) 14" diameter

Technical Requirement

Mechanical
• Outdoor Air: 15 CFM / person (min.)
• Air Circulation: 20 CFM / person (min.)
• Summer Design Temp.: 75° F
• Winter Design Temp.: 72° F
• Controls: DDC individual controls
• Sound Criteria: 30 (NC/RC)
• Equipment Load: N7.5 (225 watts/station)
• Plumbing: Sink

Electrical
• Power: One duplex outlet every 12', with at

least one per wall on side walls, two
per wall at front and rear (min.).
Additional capacity for equipment
listed.

• Data: Capacity for one laptop computer at
each student station and console
(min.).
Additional equipment as listed.

• Phone: Capacity for future conversion to
other uses.

• Video: Capacity for future video and audio
use.

Lighting
• Fixture Types: Low glare T-8 fluorescent

w/ electronic ballast
• Task Light: Required at console
• Foot Candles: 75 / 30, 10-15 at whiteboard
• VCP: 70
• Controls: Occupancy sensors

Dimming capability at console

Equipment (NIC)
• Elmo desktop presentation unit: (1) 14"x12"x6"
• Capacity for:

video monitors; overhead, opaque, slide
and film projectors; audio devices;
computer printer.
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OFFICES

Architectural Requirements

Space Summary
• Space Type: Private Office
• Area Required: As shown on plans
• Locations: (2) Lower Level B (Issue Room)

(2) Lower Level A
(19) Main Level (First-Aid Office)

Finishes
• Floor: Static-free carpet
• Walls: Painted gypsum board
• Ceiling: Susp. 2x4 acoustical ceiling panels
• Sound: None required

Ceiling Height
• Above Finish Floor (min.): 8'-0"

Doors
• Type: Solid core wood w/ clear finish
• Frame: Painted hollow metal w/ glazed sidelight
• Special: None required

Casework / Fixed Equipment
• Coat Rack: 18"x6"x3/4" oak plate
• w/ 2 dbl-prong hooks
• Whiteboard w/ frame and tray: (1) 48"x48"

Furnishings
• Work surface:  (1) 24"x60" and (1) 24"x78"
• Work surface, angled corner: (1) 24"x36"
• Work/table surface w/ rounded end: (1) 24"x36"
• Work station shelf unit: (2) 14"x48"

2-shelves high
• Work station shelf unit: (1) 14"x42"

6-shelves high
• Work station binder bin: (2) 15"x36"

w/ lockable door
• Work station keyboard shelf: (1) pull-out
• Work station tack surface: (1) 24"x36"
• 2-Drawer lateral file: (1) 18"x42"
• Task chair: (1) 27"x28"

w/ arms, swivel, adjustable
• Upholstered side chair w/ arms: (2) 24"x24"
• Waste can: (1) 14" diameter

Technical Requirement

Mechanical
• Outdoor Air: 20 CFM / person (min.)
• Air Circulation: 20 CFM / person (min.)
• Summer Design Temp.: 75° F
• Winter Design Temp.: 72° F
• Controls: DDC individual controls
• Sound Criteria: 30 (NC/RC)
• Special Systems: None required
• Plumbing: None required

Electrical
• Power: One duplex outlet every 12' with at

least one per wall (min.).
Additional capacity for equipment
listed.

• Data: Capacity for one desktop computer
(min.).
Additional equipment as listed.

• Phone: Minimum one.
• Video: Capacity for future video and audio

use.

Lighting
• Fixture Types: Fluorescent w/ electronic ballast
• Task Light: Required at all work surfaces
• Foot Candles: 75 / 30
• VCP: 70
• Controls: Auto sensor

Equipment (NIC)
• Desktop computer and laser printer.
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CONFERENCE ROOMS

Architectural Requirements

Space Summary
• Space Type: Enclosed Meeting Room
• Area Required: As shown on plans
• Locations: (1) Lower Level A

(1) Main Level

Finishes
• Floor: Static-free carpet
• Walls: Painted gypsum board w/ chair rail
• Ceiling: Susp. 2x2 acoustical ceiling panels
• Sound: Full sound construction

Ceiling Height
• Above Finish Floor (min.): Bi-level 10'-0" / 8'-0"

Doors
• Type: Solid core wood w/ clear finish
• Frame: Painted hollow metal w/ glazed sidelight
• Special: Sound isolation

Casework / Fixed Equipment
• Whiteboard: (1) 48"x96"

w/ alum. frame, map rail and tray
• Motorized, recessed projection screen: (1) 72"w
• Coat Rack: 36"x6"x3/4" oak plate 

w/ 6 dbl-prong hooks

Furnishings
• Wood conference table, boat top: (1) 60"x12'-0"
• Upholstered conference chair: (12) 20"x20"

w/o arms
• Waste can: (1) 14" diameter

Technical Requirement

Mechanical
• Outdoor Air: 20 CFM / person (min.)
• Air Circulation: 20 CFM / person (min.)
• Summer Design Temp.: 75° F
• Winter Design Temp.: 72° F
• Controls: DDC individual controls
• Sound Criteria: 30 (NC/RC)
• Special Systems: None required
• Plumbing: None required

Electrical
• Power: One duplex outlet every 12' with at

least one per wall (min.).
Motorized projection screen.
Additional capacity for equipment
listed.

• Data: Capacity for one desktop computer
(min.).
Additional equipment as listed.

• Phone: Minimum one.
• Video: Capacity for future video and audio

use.

Lighting
• Fixture Types: Fluorescent w/ electronic ballast
• Accent Lighting: Incandescent
• Foot Candles: 75 / 30
• VCP: 70
• Controls: Auto sensor w/ switch override

Dimming capability

Equipment (NIC)
• Desktop computer and laser printer.
• Capacity for up to 12 laptop computers.
• Capacity for two-way video camera and

microphone for teleconferencing.
• Capacity for LCD projector.



SWENSON GYMNASIUM MASTER PLAN

WEBER STATE UNIVERSITY
DFCM Project No. 02278810

-82-

TYPICAL RECEPTION / WAITING AREA DIAGRAM



TYPICAL SPACE ANALYSIS

HFS ARCHITECTS
HFSA Project No. 0233.01

-83-

RECEPTION / WAITING AREA

Architectural Requirements

Space Summary
• Space Type: Open Reception and Waiting Area
• Area Required: As shown on plans
• Location: (1) Main Level

Finishes
• Floor: Static-free carpet
• Walls: Painted gypsum board w/ chair rail
• Ceiling: Susp. 2x2 acoustical ceiling panels
• Sound: None required

Ceiling Height
• Above Finish Floor (min.): 9'-0"

Doors
• None required

Casework / Fixed Equipment
• None required

Furnishings
• Upholstered 3-Seat sofa: (1) 30"x84"
• Upholstered lounge chair w/ arms: (2) 29"x30"
• Wood side table: (2) 30"x30"
• Waste can: (1) 14" diameter

Technical Requirement

Mechanical
• Outdoor Air: 20 CFM / person (min.)
• Air Circulation: 20 CFM / person (min.)
• Summer Design Temp.: 75° F
• Winter Design Temp.: 72° F
• Controls: DDC individual controls
• Sound Criteria: 30 (NC/RC)
• Special Systems: None required
• Plumbing: None required

Electrical
• Power: One duplex outlet every 12' with at

least one per wall (min).
Additional capacity for equipment listed.

• Data: Capacity, possible laptop use in
waiting area.

• Phone: Capacity, one public phone might be
desirable.

• Video: Capacity for future video and audio
use.

Lighting
• Fixture Types: Fluorescent w/ electronic ballast
• Table Lamps: Minimum, one at each end table
• Foot Candles: 75
• VCP: 70
• Controls: None required

Equipment (NIC)
• Table Lamps: (2) each
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COPY / WORK ROOMS

Architectural Requirements

Space Summary
• Space Type: Enclosed Work/Storage Room
• Area Required: As shown on plans
• Location: (1) Main Level

Finishes
• Floor: Vinyl tile
• Walls: Painted gypsum board
• Ceiling: Susp. 2x4 acoustical ceiling panels
• Sound: None required

Ceiling Height
• Above Finish Floor (min.): 8'-0"

Doors
• Type: Solid core wood w/ clear finish
• Frame: Painted hollow metal
• Special: None required

Casework / Fixed Equipment
• Base cabinet: (20 lf) 24"x36"h

w/ laminate work surface,
lockable doors & adjustable shelving

• Wall mounted cabinet: (20 lf) 12"x24"h
above base units
w/ lockable doors & adjustable shelving

• Open mail bins: (40) 12"x18"x6"
• Tack board / tack surface: (1) 48"x24"

Furnishings
• Waste and recycling containers: (2)

Technical Requirement

Mechanical
• Outdoor Air: 20 CFM / person (min.)
• Air Circulation: 20 CFM / person (min.)
• Summer Design Temp.: 75° F
• Winter Design Temp.: 72° F
• Controls: DDC individual controls
• Sound Criteria: 30 (NC/RC)
• Special Systems: None required
• Plumbing: None required

Electrical
• Power: One duplex outlet every 12' with at

least one per wall (min.).
One four-plex outlet per person
(min.).
Additional capacity for equipment
listed.

• Data: Capacity for one desktop computer
at each workstation (min.).
Additional equipment as listed.

• Phone: Minimum one.
• Video: Capacity for future video and audio

use.

Lighting
• Fixture Types: Fluorescent w/ electronic ballast
• Foot Candles: 75 / 30
• VCP: 70
• Controls: Auto sensor

Equipment (NIC)
• Capacity for desktop computer: (3)
• Capacity for laser printer: (1 to 2)
• Capacity for fax machine, copier, scanner,

laminating equipment, and mailing equipment
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LOCKER ROOMS

Architectural Requirements

Space Summary
• Space Type: Locker/Shower Restroom
• Area Required: As shown on plans
• Locations: (4) Lower Level B

(2) Lower Level A
(2) Main Level

Finishes
• Floor: Ceramic tile, slope to floor drain
• Walls: Ceramic tile
• Ceiling: Susp. gypsum board w/ acoustic tile
• Sound: None required

Ceiling Height
• Above Finish Floor (min.): 8'-0"

Doors
• Type: Solid core wood w/ clear finish
• Frame: Painted hollow metal
• Special: None required

Casework / Fixed Equipment
• Water closet: As required
• Urinal: As required
• Lavatory: As required

w/ built-in base cabinet and counter.
• Toilet partition: 32"x 56"
• Urinal screen: 24"x18" (min.)
• Mirror: As required
• Shower partition: As required

w/ shelf mounted over lavatories
• Vanity counter w/ mirror: As required
• Grab bars, ADA compliant: As required
• Dispensers: Per manufacturer.

for towels, soap, toilet paper, sanitary napkins
• Waste receptacles: As required

Furnishings
• Full height lockers: As required
• Half height lockers: As required

Technical Requirement

Mechanical
• Outdoor Air: 20 CFM / person (min.)
• Air Circulation: 20 CFM / person (min.)
• Exhaust: 5 (min.) air change
• Summer Design Temp.: 78° F
• Winter Design Temp.: 72° F
• Controls: DDC individual controls
• Sound Criteria: 40 (NC/RC)
• Equipment Load: None required
• Plumbing: Water Closets, Urinals, Lavatories

Showers, Floor Drains
Electrical
• Power: One duplex outlet every 12' 

w/ at least one per wall (min.)
Additional capacity for equipment listed.

• Data: None required
• Phone: None required
• Video: None required

Lighting
• Fixture Types: Fluorescent w/ electronic ballast
• Task Light: Required at mirrors
• Foot Candles: 30
• VCP: 70
• Controls: Auto sensor

Equipment (NIC)
• Electric blow dryers, hot rollers, curling irons,

electric razors



TYPICAL SPACE ANALYSIS

HFS ARCHITECTS
HFSA Project No. 0233.01

-87-

CONCESSION AREAS

Architectural Requirements

Space Summary
• Space Type: Service Counter/Food Service
• Area Required: As shown on plans
• Locations: (1) Main Level

(1) Balcony Level

Finishes
• Floor: Quarry tile
• Walls: Epoxy painted gypsum board
• Ceiling: Suspended mylar faced ceiling panels
• Sound: None required

Ceiling Height
• Above Finish Floor (min.): 9'-0"

Doors
• Type: Solid core wood w/ clear finish
• Frame: Painted hollow metal
• Special: Overhead roll-down counter door

Casework / Fixed Equipment
• Rear base cabinet: (8 lf) 30"x36"h

w/ solid surface work surface,  lockable doors &
adjustable shelving

• Rear wall mounted cabinet: (8 lf) 14"x24"h
above base units w/ lockable doors &
adjustable shelving

• Front service counter: (8 lf) 30"x36"h
w/ solid surface work surface & adjustable
shelving below

Furnishings
• None required.

Technical Requirement

Mechanical
• Outdoor Air: 15 CFM / person (min.)
• Air Circulation: 20 CFM / person (min.)
• Summer Design Temp.: 75° F
• Winter Design Temp.: 72° F
• Controls: DDC individual controls
• Sound Criteria: 30 (NC/RC)
• Equipment Load: N7.5 (225 watts/station)
• Plumbing: Sink, floor sink, water line

Electrical
• Power: One duplex outlet every 12', with at

least one per wall on side walls.
Additional capacity for equipment
listed.

• Data: Capacity for one laptop computer
(min.).
Additional equipment as listed.

• Phone: Minimum one required..
• Video: None required

Lighting
• Fixture Types: Fluorescent w/ electronic ballast
• Task Light: None required
• Foot Candles: 75 / 30
• VCP: 70
• Controls: Occupancy sensors

Equipment (NIC)
• Cash register, soft drink dispensers, ice maker,

popcorn machine, hot dog warmer, pretzel
warmer, nacho machine, microwave & other
small kitchen appliances.
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EXISTING PUBLIC RESTROOMS

Architectural Requirements

Space Summary
• Space Type: Public Restroom
• Area Required: As shown on plans
• Locations: Main Level

Finishes
• Floor: Ceramic tile, slope to floor drain
• Walls: Ceramic tile
• Ceiling: Susp. gypsum board w/ acoustic tile
• Sound: None required

Ceiling Height
• Above Finish Floor (min.): 8'-0"

Doors
• Type: Solid core wood w/ clear finish
• Frame: Painted hollow metal
• Special: None required

Casework / Fixed Equipment
• Water closet: As required
• Urinal: As required
• Lavatory: As required

w/ built-in base cabinet and counter.
• Toilet partition: 32"x 56"
• Urinal screen: 24"x18" (min.)
• Mirror: As required

w/ shelf mounted over lavatories
• Grab bars, ADA compliant: As required
• Dispensers: Per manufacturer.

for towels, soap, toilet paper, sanitary napkins
• Waste receptacles: As required

Furnishings
• None required.

Technical Requirement

Mechanical
• Outdoor Air: 20 CFM / person (min.)
• Air Circulation: 20 CFM / person (min.)
• Exhaust: 5 (min.) air change
• Summer Design Temp.: 78° F
• Winter Design Temp.: 72° F
• Controls: DDC individual controls
• Sound Criteria: 40 (NC/RC)
• Equipment Load: None required
• Plumbing: Water closet, Urinal, Lavatory

Floor drain
Electrical
• Power: One duplex outlet every 12' 

w/ at least one per wall (min.)
• Data: None required
• Phone: None required
• Video: None required

Lighting
• Fixture Types: Fluorescent w/ electronic ballast
• Task Light: Required at mirrors
• Foot Candles: 30
• VCP: 70
• Controls: Auto sensor

Equipment (NIC)
• None required
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STORAGE ROOMS

Architectural Requirements

Space Summary
• Space Type: Enclosed storage
• Area Required:  As shown on plans
• Locations: (1) Lower Level B

(1) Lower Level A
(4) Main Level

(1) Balcony Level

Finishes
• Floor: Sealed concrete
• Walls: Painted gypsum board
• Ceiling: Suspended painted gypsum board
• Sound: None required

Ceiling Height
• Above Finish Floor (min.): 8'-0"

Doors
• Type: Solid core wood w/ clear finish
• Frame: Painted hollow metal
• Special: None required

Casework / Fixed Equipment
• Base cabinet: (11 lf) 24"x36"h

w/ laminate work surface,
w/ lockable doors & adjustable shelving

• Wall mounted cabinet: (11 lf) 12"x24"h
above base units

• Wood shelving, edge banded: (28 lf) 12"
w/ heavy-duty brackets at 16" o.c.,
adjustable, seven shelves

Furnishings
• None required.

Technical Requirement

Mechanical
• Outdoor Air: 20 CFM / person (min.)
• Air Circulation: 20 CFM / person (min.)
• Summer Design Temp.: 75° F
• Winter Design Temp.: 72° F
• Controls: DDC individual controls
• Sound Criteria: 30 (NC/RC)
• Special Systems: None required
• Plumbing: None required

Electrical
• Power: One duplex outlet every 12' with at

least one per wall (min.).
• Data: Capacity for other uses of space in

future.
• Phone: Capacity for other uses of space in

future.
• Video: Capacity for future video and audio

use.

Lighting
• Fixture Types: Fluorescent w/ electronic ballast
• Task Light: None required
• Foot Candles: 30
• VCP: 70
• Controls: Auto sensor

Equipment (NIC)
• None required
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EXISTING LAUNDRY ROOM

Architectural Requirements

Space Summary
• Space Type: Enclosed storage
• Area Required:  As shown on plans
• Location: Lower Level A

Finishes
• Floor: Sealed concrete
• Walls: Painted existing walls
• Ceiling: Open to structure
• Sound: None required

Ceiling Height
• Above Finish Floor (min.): Varies

Doors
• Type: Solid core wood w/ clear finish
• Frame: Painted hollow metal
• Special: None required

Casework / Fixed Equipment
• Base cabinet: (11 lf) 24"x36"h

w/ laminate work surface,
w/ lockable doors & adjustable shelving

• Wall mounted cabinet: (11 lf) 12"x24"h
above base units

• Wood shelving, edge banded: (28 lf) 12"
w/ heavy-duty brackets at 16" o.c.,
adjustable, seven shelves

Furnishings
• None required.

Technical Requirement

Mechanical
• Outdoor Air: 20 CFM / person (min.)
• Air Circulation: 20 CFM / person (min.)
• Summer Design Temp.: 75° F
• Winter Design Temp.: 72° F
• Controls: DDC individual controls
• Sound Criteria: 30 (NC/RC)
• Special Systems: None required
• Plumbing: None required

Electrical
• Power: One duplex outlet every 12' with at

least one per wall (min.).
Additional capacity for equipment
listed

• Data: None required
• Phone: Capacity for one (min.)
• Video: None required

Lighting
• Fixture Types: Fluorescent w/ electronic ballast
• Task Light: None required
• Foot Candles: 30
• VCP: 70
• Controls: Auto sensor

Equipment (NIC)
• Commercial washer: (1)
• Commercial dryer: (1)
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VENDING AREA

Architectural Requirements

Space Summary
• Space Type: Open vending area
• Area Required:  As shown on plans
• Location: Main Level

Finishes
• Floor: Ceramic quarry tile
• Walls: Painted gypsum board w/ 4' wainscot
• Ceiling: Susp. 2x2 acoustical ceiling panels
• Sound: None required

Ceiling Height
• Above Finish Floor (min.): 9'-0"

Doors
• None required

Casework / Fixed Equipment
• None required.

Furnishings
• None required.

Technical Requirement

Mechanical
• Outdoor Air: 20 CFM / person (min.)
• Air Circulation: 20 CFM / person (min.)
• Summer Design Temp.: 75° F
• Winter Design Temp.: 72° F
• Controls: DDC individual controls
• Sound Criteria: 30 (NC/RC)
• Special Systems: None required
• Plumbing: Water line, floor sink

Electrical
• Power: One duplex outlet every 12' with at

least one per wall (min.).
Six outlets, each on separate
electrical breaker for vending
equipment.

• Data: Capacity for other uses of space in
future.

• Phone: Capacity for other uses of space in
future.

• Video: Capacity for future video and audio
use.

Lighting
• Fixture Types: Fluorescent w/ electronic ballast
• Task Light: None required
• Foot Candles: 30
• VCP: 70
• Controls: Auto sensor

Equipment (NIC)
• Variety of vending machines: (6) +/-36"x30"x80"
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CIRCULATION AREAS

Architectural Requirements

Space Summary
• Space Type: Open circulation, stairs, elevators
• Area Required:  As shown on plans

Finishes
• Floor: Static-free carpet
• Walls: Painted gypsum board

w/ chair rail and durable wainscot
• Ceiling: Susp. 2x2 acoustical ceiling panels
• Sound: As required

Ceiling Height
• Above Finish Floor (min.): 9'-0"

Doors
• As required.

Casework / Fixed Equipment
• None required.

Furnishings
• None required.

Technical Requirement

Mechanical
• Outdoor Air: 20 CFM / person (min.)
• Air Circulation: 20 CFM / person (min.)
• Summer Design Temp.: 75° F
• Winter Design Temp.: 72° F
• Controls: DDC individual controls
• Sound Criteria: None required
• Special Systems: None required
• Plumbing: Drinking fountains

Electrical
• Power: One duplex outlet every 12' with at

least one per wall (min.).
Outlets in stairwells floor cleaning.
Power operated doors for disabled
access.

• Data: Data at regular intervals for future
use and laptop computers.

• Phone: Public phone banks.
• Video: None required

Lighting
• Fixture Types: Fluorescent w/ electronic ballast

Display lighting
• Task Light: At lounge/reading areas

Displays & directories
• Foot Candles: 30 /150
• VCP: 70
• Controls: Override in Administrative Suite

Equipment (NIC)
• None required.
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CUSTODIAL ROOMS

Architectural Requirements

Space Summary
• Space Type: Enclosed storage
• Area Required:  As shown on plans
• Locations: (1) Lower Level B

(1) Lower Level A
(2) Main Level

Finishes
• Floor: Sealed concrete

Slope floor to floor drain
• Walls: Painted gypsum board

w/ ceramic tile wainscot at mop sink
• Ceiling: Suspended painted gypsum board
• Sound: None required

Ceiling Height
• Above Finish Floor (min.): 8'-0"

Doors
• Type: Solid core wood w/ clear finish
• Frame: Painted hollow metal
• Special: None required

Casework / Fixed Equipment
• Mop & broom rack, wall mounted: (1)
• Dbl-prong aluminum coat hook: (3)
• Tack board: (1) 24"x48"

Furnishings
• 7-Shelf steel shelving unit: (1) 18"x48"
• Metal desk w/ double pedestal: (1) 30"x60"
• Task chair w/ arms, swivel, adjustable:(1) 27"x28"
• Waste can: (1) 14" diameter

Technical Requirement

Mechanical
• Outdoor Air: 20 CFM / person (min.)
• Exhaust: 10 air change (min.)
• Summer Design Temp.: 75° F
• Winter Design Temp.: 72° F
• Controls: DDC individual controls
• Plumbing: Mop sink, floor drain

Electrical
• Power: One duplex outlet every 12' with at

least one per wall (min.).
• Data: Minimum one.
• Phone: Minimum one.
• Video: None required

Lighting
• Fixture Types: Fluorescent w/ electronic ballast
• Task Light: None required
• Foot Candles: 30
• Controls: Auto sensor

Equipment (NIC)
• None required
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FAN ROOMS

Architectural Requirements

Space Summary
• Space Type: Enclosed
• Area Required: As shown on plans
• Locations: Balcony Level

& Mechanical Mezzanine

Finishes
• Floor: Sealed concrete
• Walls: Painted gypsum board
• Ceiling: None required
• Sound: None required

Ceiling Height
• Above Finish Floor (min.): N/A

Doors
• Type: Solid core wood w/ clear finish
• Frame: Painted hollow metal
• Special: None required

Casework / FIxed Equipment
• None required

Furnishings
• None required

Technical Requirement

Mechanical
• Summer Design Temp.:Vent. for cooling to 80° F
• Winter Design Temp.: 65° F
• Controls: DDC individual controls
• Plumbing: None required

Electrical
• Power: One duplex outlet every 12' 

w/ at least one per wall (min.)
Additional capacity for equipment listed.

• Data: Yes
• Phone: Yes 
• Video: None required

Lighting
• Fixture Types: Fluorescent w/ electronic ballast
• Task Light: None required
• Foot Candles: 30
• Controls: Auto sensor

Equipment (NIC)
• None required
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TELECOMMUNICATIONS ROOM

Architectural Requirements

Space Summary
• Space Type: Enclosed
• Area Required: As shown on plans
• Locations: (1) each level

Finishes
• Floor: Sealed concrete
• Walls: Painted gypsum board
• Ceiling: None required
• Sound: None required

Ceiling Height
• Above Finish Floor (min.): N/A

Doors
• Type: Solid core wood w/ clear finish
• Frame: Painted hollow metal
• Special: None required

Casework / FIxed Equipment
• None required

Furnishings
• None required

Technical Requirement

Mechanical
• Outdoor Air: Independent A/C

24-hour cooling required
• Exhaust: 10 air change (min.)
• Summer Design Temp.: 75° F
• Winter Design Temp.: 72° F
• Controls: DDC individual controls
• Plumbing: None required

Electrical
• Power: One duplex outlet every 12' 

w/ at least one per wall (min.)
Additional capacity for equipment listed.

• Conduit: Provide 6" conduit in floor and ceiling
• Data: Yes
• Phone: Yes 
• Video: None required

Lighting
• Fixture Types: Fluorescent w/ electronic ballast
• Task Light: None required
• Foot Candles: 30
• Controls: Auto sensor

Equipment (NIC)
• None required
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ELECTRICAL ROOM

Architectural Requirements

Space Summary
• Space Type: Enclosed
• Area Required: As shown on plans
• Locations: (1) each level

Finishes
• Floor: Sealed concrete
• Walls: Painted gypsum board
• Ceiling: None required
• Sound: None required

Ceiling Height
• Above Finish Floor (min.): N/A

Doors
• Type: Solid core wood w/ clear finish
• Frame: Painted hollow metal
• Special: None required

Casework / FIxed Equipment
• None required

Furnishings
• None required

Technical Requirement

Mechanical
• Summer Design Temp.:Vent. for cooling to 80° F
• Winter Design Temp.: 65° F
• Controls: DDC individual controls
• Plumbing: None required

Electrical
• Power: One duplex outlet every 12' 

w/ at least one per wall (min.)
Additional capacity for equipment listed.

• Conduit: Provide 6" conduit in floor and ceiling
• Data: Yes
• Phone: Yes 
• Video: None required

Lighting
• Fixture Types: Fluorescent w/ electronic ballast
• Task Light: None required
• Foot Candles: 30
• Controls: Auto sensor

Equipment (NIC)
• None required
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CSI # Description of Work Qty. Unit $/Unit Total

02 Site Work

Demolish bleachers at pool balcony 250 SF $25.00 $6,250

Remove existing windows 4,644 SF $5.00 $23,220

Remove existing curtain wall 2,366 SF $6.00 $14,196

Gut interior walls 86,000 SF $8.00 $688,000

SUBTOTAL $731,666

03 Concrete

New support beams at racquetball court 120 LF $600.00 $72,000

Landing and stair at pool balcony exit 1 LS $1,500.00 $1,500

SUBTOTAL $73,500

04 Masonry

Full height CMU (12') 2,500 SF $9.00 $22,500

Locker base 850 LF $20.00 $17,000

SUBTOTAL $39,500

05 Metals

Susp. slab, deck, joists, beams racquetball court 3,200 SF $32.00 $102,400

Susp. slab, deck, joists, beams mech. mezzanine 6,000 SF $25.00 $150,000

Seismic ledger angle at double Tees 1,256 LF $40.00 $50,240

Connections at double Tees 1 LS $70,000.00 $70,000

New handrails at existing stairs 216 LF $50.00 $10,800

New guardrails at existing stairs 216 LF $100.00 $21,600

New stairs to mechanical mezzanine 2 EA $10,000.00 $20,000

New exterior rail at pool bleachers 12 LF $100.00 $1,200

Misc. Metals 1 LS $20,000.00 $20,000

SUBTOTAL $446,240
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06 Wood & plastics

Misc. framing and blocking 1 LS $10,000.00 $10,000

Oak base 0 LF $8.00 $0

Oak chair rail 0 LF $10.00 $0

Base cabinets w/ solid surface counter tops 50 LF $350.00 $17,500

Base cabinets w/ p.lam. counter tops 91 LF $250.00 $22,750

Wall mounted cabinets 91 LF $150.00 $13,650

Instructor Stations w/ solid surface countertops 8 EA $3,000.00 $24,000

Taping tables 2 EA $2,000.00 $4,000

P.lam. shelving 80 LF $200.00 $16,000

Solid surface counter tops (restrooms) 77 LF $150.00 $11,550

Wood lockers 30 LF $200.00 $6,000

SUBTOTAL $125,450

07 Thermal & Moisture Protection

Caulking & sealant 1 LS $10,000.00 $10,000

Roofing repairs at fresh air/relief air penthouses 1 LS $20,000.00 $20,000

SUBTOTAL $30,000

08 Doors & Windows

3' x 8'-0" alum. storefront door/frame/hardware 14 EA $1,200.00 $16,800

Aluminum storefront system 4,644 SF $30.00 $139,320

Curtain wall system (pool) 2,366 SF $35.00 $82,810

Interior hollow metal glazing 200 SF $25.00 $5,000

Frame 3' x 7' hollow metal 0 EA $125.00 $0

Frame 3' x 7' galvanized hollow metal 5 EA $135.00 $675

Frame 3' x 7' hollow metal w/ sidelight 73 EA $180.00 $13,140

Frame 4' x 7' hollow metal 2 EA $150.00 $300
Frame 6' x 7' hollow metal 11 EA $171.00 $1,881
Rated solid core wood door 3' x 7' 60 EA $235.00 $14,100

Rated solid core wood door 4' x 7' 2 EA $250.00 $500
Non-rated solid core wood door 3' x 7' 38 EA $225.00 $8,550
Non-rated H.M. Galv. Door 1 EA $265.00 $265

Non-rated hardware 39 EA $290.00 $11,310

Rated hardware 62 EA $395.00 $24,490

Motorized counter doors 2 EA $4,000.00 $8,000

Door opener power assisted 5 EA $2,000.00 $10,000

SUBTOTAL $337,141
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09 Finishes

Acoustic ceiling panel 2 x 4 & Grid 27,318 SF $2.25 $61,466

Acoustic ceiling panel 2 x 2 & Grid (corridors) 9,497 SF $2.75 $26,117

Acoustic ceiling panel 2 x 2 & Grid 3,620 SF $2.75 $9,955

EIFS ceiling 1,634 SF $7.00 $11,438

Sealed concrete 17,126 SF $0.50 $8,563

Rubber base 2,217 LF $1.25 $2,771

Carpet (state contract) 1,813 SY $24.00 $43,512

Carpet (antimicrobial) 458 SY $26.00 $11,908

Ceramic mosaic tile floor 4,153 SF $9.00 $37,377

Waterproof flooring at new fan rooms 7,000 SF $4.50 $31,500

VCT floor 916 SF $2.50 $2,290

Refinish dance floor 2,466 SF $1.55 $3,822

Refinish gym floor 15,700 SF $1.55 $24,335

Fix soft spots in gym floor 1 LS $3,000.00 $3,000

Ceramic tile wall (6 X 12) 0 SF $8.00 $0

Ceramic tile wall (4 X 4) 12,915 SF $7.50 $96,863

1.5" studs on concrete and CMU walls w/ gyp. bd 5,000 SF $1.80 $9,000

Metal stud partition with gyp. bd. both sides 28,000 SF $3.75 $105,000

Paint gyp. bd. walls, door frames 3 coats 80,000 SF $0.50 $40,000

SUBTOTAL $528,916

10 Specialties

Toilet accessories (large) 6 EA $3,000.00 $18,000

Toilet accessories (small) 4 EA $750.00 $3,000

Lockers 12"x15"x72" 283 EA $100.00 $28,300

Lockers: Double tier 12"x15"x72" 1,132 EA $60.00 $67,920

Solid maple locker bench 850 LF $20.00 $17,000

Shower partitions (women only) 16 EA $750.00 $12,000

H.C. benches 6 EA $700.00 $4,200

Toilet Partitions (phenolic) 24 EA $900.00 $21,600

Toilet Partitions (baked enamel) 14 EA $500.00 $7,000

Fire Extinguisher with bracket 6 EA $250.00 $1,500

Fire Extinguisher and cabinet 12 EA $325.00 $3,900

SUBTOTAL $184,420
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11 Equipment

Hydrotherapy pool 1 EA $80,000.00 $80,000

Projection Screens (powered) 1 EA $5,000.00 $5,000

SUBTOTAL $85,000

15 Mechanical Equipment

Mechanical  96,000 SF $24.00 $2,304,000

SUBTOTAL $2,304,000

16 Electrical

Electrical  96,000 SF $13.00 $1,248,000

SUBTOTAL $1,248,000

SUBTOTAL $6,133,833

General Conditions 5.0% $306,692
Bonds 1.0% $61,338

Overhead & Profit 5.0% $306,692

SUBTOTAL $674,722

TOTAL ESTIMATE OF CONSTRUCTION COSTS $6,808,555

Capitol Budget Estimate $6,809,000
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